Sur ge Protection Anthology

e All Papers—Part 8 appen
Coordination of cascaded surge-protective devices

Last updated Surges

FOREWORD

The papers included in this part of the Anthology provide basic and tutorial information on the
coordination of the so-called “Cascaded SPDs” in the context of low-voltage AC power circuits.
As presented in this part of the anthology, the subject was approached by a combination of
experiments and theoretical considerations. Interest in the subject arose in the early seventies,
following the introduction of metal-oxide varistors (Phase 1 papers).

With the concept of “whole house protection” that emerged in the nineties, a new set of
experiments and numerical simulations focused on issues raised by industry’s choice of offering
very low limiting voltages for plug-in SPDs, which made effective coordination more difficult.
Concurrently, more attention was given to the rare but possible scenario of a direct lightning
flash to a building, raising the threat level to new heights not only for SPDs installed at the
service entrance, but also for downstream equipment, in particular those SPDs with low limiting
voltage rating such as plug-in TVSSs (Phase 2 papers).

Industry interest in the matter grew, and resulted in many publications, as shown by the papers
contributed by the researchers cited in Annex A. For obvious copyright limitations, the papers
from other researchers cannot be reprinted here. The pre-1985 papers in this Part 8 were
copyrighted by the IEEE, or were proprietary to the General Electric Company; both graciously
gave permission for reprinting in this anthology. The post-1985 papers, written thanks to the
support from EPRI PEAC and the National Institute of Standards and Technology, are in the
public domain.

The information contained in these papers was based on experiments as well as numerical
simulations, and were presented at different forums, in the context of different audiences, but all
on the theme that effective coordination of devices requires coordination of the specifications, in
particular if the devices are provided by different entities.
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Surge Voltage Suppression in Residential Power Circuits

Francois Martzloff
General Electric Company
Schenectady NY
f.martzloff@ieee.org

Reprint, with permission, of declassified General Electric Technical Information Series Report 76CRD092

Significance:

Part 4 — Propagation and coupling of surges
Part 7 — Mitigation techniques

Part 8 — Coordination of cascaded SPDs

Laboratory tests on the effect of distance for coordination between a surge-protective device (SPD) at the service
entrance and an SPD at the end of a branch circuit.

The service entrance SPD, 1960-1970 vintage, consisted of a silicon carbide disc with a series gap.
The branch circuit SPD consisted of a simple MOV disc incorporated in a modified plug-and-receptacle combination,
probably the first attempt at packaging an MOV for residential surge protection.

Tests were performed with a simple generator capable of delivering up to 8 kV peak open-circuit voltage of 2/60 :s
waveform and 2 kA peak short-circuit current of 30/50 :s waveform. These values — dating back to pre-IEEE 587
consensus waveforms — were at the time deemed to represent a severe surge associated with a lightning flash to the
power system, outside of the residence.

One objective of the tests was to determine the values of surge current and distance between SPDs that produced
the threshold from no sparkover of the service entrance SPD (maximum stress on the MOV) to sparkover, thus
limiting the stress on the MOV. This was one of the first illustrations of what became a series of experimental and
theoretical studies of the “cascade coordination” concept.
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SURGE VOLTAGE SUPPRESSION

IN RESIDENTIAL POWER CIRCUITS
- F.D. Martzloff -

I. INTRODUCTION

Surge voltages occurring in residen-—
tial power circuits have two origins:
external surges, produced by power system
switching operation or by lightning, and
internal surges produced by switching of
appliances in the home. The voltage levels
of these surges are sufficient to cause
tailure of scnsitive electronic appliances,
and some of the higher surges can even fail
the more rugged clectromechanical devices
(clocks, motors and heaters)!>2.

For many years, the General Electric
Company has offered a secondary surge
arrester under the name of "Home Lightning
Protector'" (HLP), which is very eflfective
in protecting non-electronic devices
againstl high energy, high voltage surges
associated with lightning or power system
switching. However, the protective level
of this arrester, consistent with the
limitations imposed by the design of such
a device, is still too high for sensitive
electronic devices. Furthermore, its in-

stallation requires a competent electrician.

A new suppressor has been developed
and introduced by the Wiring Device Dcecpart-—
ment under the name ""Voltage Spike Protec-
tor' (VSP); this device incorporates a
GE-MOV® varistor in a plug-in device allow-
ing purchase and easy installation by the
user. The protective level of this device
is substantially lower (that is, betler
protection is provided) than the HLP, so
that protection of wensitive electronic
appliances is now possible. However, the
energy handling capability of this
suppressor is lower than that of the HLP,
so that large currents associated with
lightning strikes cannot be handled by the
device.

The availability of these two differ-
ent types of suppressors now makes it
possible to obtain a coordinated protection
of all the appliances in a home. Installa-
tion of the HLP at the service entrance
will deal with the larger surges, while the
VSP installed at a wall receptacle will
protect the more sensitive devicces. For
the lower surges, the VSP will clamp the
voltage to a low level. For thc¢ higher
surges, the VSP will first attempt to ab-
sorb all the surge current, but the voltage
developced across the varistor plus the vol-
tage drop in the wiring between the recep-
tacle where the VSP is installed and the

® Registered trademark of the General Electric
Company.

Manuscript received May 3, 1976.

service box where the HLP is installed will
reach the sparkover voltage of the HLP.

The HLP then takes over, diverting the high
current surge from thc VSP, so that no ex-
cessive energy is applied to the latter.

This report describes how this coor-
dination takes place, based on simulated
surges in a representative wiring system.
The levels of voltage and current in these
tests show when the HLP and VSP respectively
assume all of the protective function, and
where the transfer takes place, depending
on the distance between the VSP in an outlet
and the service box where the HLP is in-
stalled.

1I1. THE HOME LIGHTNING PROTECTOR

The Home Lightning Protector (HLP), is
produced by the Distribution Transformer
Business Department. It is a surge arrester
of the valve and series gap type (Fig. 1).
Earlier designs involved lead oxide pellets,
with the oxide pellet acting as a nonlinear
resistor and the multiple contact points
between the pellets as a multiple gap. A
more recent design uses a Thyrite® disc in
series with a low voltage gap.

This UL-listed arrester is rated for
lightning surge duty, and is described in
the GE Handbook as having a sparkover of
2 kV crest under a 10 kV/us impulse with
discharge voltages of 1, 1.2 and 1.4 kV
respectively at 1500, 5000 and 10,000 A for
a 10 x 20 us current wave (see Appendix I).

Figure 1. Home Lightning Protector



As any gap-type arrester will, the HLP
has a volt-time characteristic exhibiting
some increase in the sparkover voltage as
the rate of rise of the impinging surge in-
creases. Typical sparkover voltages for
the sample tested under the particular wave-
form used here were in the order of 2000 V
or less. This represents an effective
clamping to protect electromechanical appli-
ances, heaters, etc. However, sensitive
electronic appliances may well have failure
levels below 2000 V. This is recognized in
the box label which describes the HLP as a
protector for "home and farm non-electronic
equipment, wiring appliances and water
heaters'".

Thus, while the HLP offers reliable
protection for non-electronic appliances
and a respectable energy handling capa-
bility, a device with a lower voltage clamp-
ing characteristic is required to protect
sensitive electronics. This need is now
met through the Voltage Spike Protector,
described in the next section.

IIl, THE VOLTAGE SPIKE PROTECTOR

The heart of this device is a GE-MOV®
varistor, connected line-to-line in a com-
bination plug-socket (Fig. 2). This pack-
age, developed and produced by the Wiring
Devices Department, makes it convenient for
the user to install the protector at any
outlet in the house, and the socket end
allows the user to plug the protected appli-
ance directly into the protector. In fact,
protection is afforded to devices in all
other wall outlets (to a varying degree,
depending on the branch circuit configura-
tion) and it is not mandatory to plug the
appliance into the suppressor (it is a
shunt, not a series device). One of the
reasons for the socket end is just a con-
venience, so as not to lose the use of a
receptacle or require a cube tap.

Figure 2.

Voltage Spike Protector

In addition to the varistor, a non-
resettable, one-shot thermal protection is
inserted in series with the varistor, as
insurance against thermal runaway of the
varistor in case of excessive environmental
conditions.

The protective characteristics of the
varistor are such that a 15 A surge, typi-
cal of large internally-generated surges,
will 1limit the voltage across the suppressor
to 500 V, as opposed to values exceeding
2000 V which have been recorded during
monitoring of houses known to contain a
switching device producing such surges!.
For large current values such as those asso-
ciated with "lightning remnants", i.e.
surge entering the house when a lightning
stroke occurs near the house (but not a
direct stroke), one can expect currents in
the order of 1000 to 2000 A. These would
produce a voltage of 800 to 1000 V across
the varistor. However, as we will see, the
presence of an HLP device at the service
box, ahead of the varistor, will limit the
current flowing toward the varistor to a
lower value, by diverting the current
through the HLP because of the additional
drop in the wire which raises the voltage
across the HLP to its sparkover voltage.

IV, TEST CIRCUIT

The test circuit (Fig. 3) consisted of
a terminal board from which two lines, one
25 ft. (7.5 m) and the other 100 ft. (30 m)
long were strung in the test area. A short
10 ft. (3 m) line simulated the service
drop. All of these were made of 3-conductor
non-metallic sheath wire (Etcoflex type NM)
#12 AWG. The neutral and the ground wire
of the three lines were connected together
at the terminal board, and thence to the
reference ground of the test circuit.

All surge currents were applied bet-
ween the line conductor (black) at the end
of the service drop and the reference
ground. These impulses were obtained from
a 5 uF capacitor, charged at a suitable
voltage, and discharged into the wiring
system by an ignitron switch. Figure 4
shows the connections and parameters of the
surge generator circuit. The resultant
open-circuit voltage waveform, a unidirec-
tional wave of 1 us rise time x 50 us to
1/2 value time, corresponds to the standard
test wave in utility systems. It is a much
more severe test than the recommended TCL
waveshape?s* and as such provides very con-
servative results. Figure 5 shows typical
open-circuit voltage and short-circuit
current waveforms. Voltages were recorded
by a Tektronix 7633 storage oscilloscope
through a P6015 attenuator probe (1000:1);
currents by a Tektronix 7633 oscilloscope
through a current probe P6042 with a CT-5
1000:1 current transformer. Thus, the cali-
brations displayed on the oscillogram are
to be multiplied by 1000 for the voltage,
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Figure 3.

while the current traces show the 50 mV
setting corresponding to the rated output

of the current probe, with the ampere per
division shown corresponding to the current
transformer ratio and current probe input
setting for a direct reading. Sweep rate

is also shown on the oscillograms, at 10 us/
div. for all the tests.

V. TEST RESULTS

Several test conditions were investi-
gated, with the varistor at the end of the
short line or at the end of the long line.
The HLP and VSP responses were established
by connecting them one at a time, in addi-
tion to establishing the open-circuit vol-
tage and short-circuit current for each

(a)

Figure 5

HVDC IGNITRON

20ft (6m}
RG-8 COAX

Figure 4. Pulse Generator Circuit

condition. The results will be discussed
with reference to specific sets of oscillo-
grams showing voltages and currents in
various parts of the circuit, each time for
the same setting of the surge generator.

1. HLP AND VSP RESPONSE

Figure 5a shows a 3000 V open-circuit
voltage surge at the service box, with
neither suppressor connected. Figure 5b
shows the corresponding 600 A short-circuit
current for a jumper connected at the
service box. Figure 6a shows the voltage
across the HLP when subjected to the surge
defined by Figures 5a and 5b. Note that
the sparkover voltage reaches 2200 V with
several oscillations before the voltage
settles down to the impulse discharge
voltage at about 1000 V at its start.

50my <200R>

(b)

Open Cireuit Voltage and Short-Circuit Current
(without any protector)
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Figure 6
Response of HLP & VSP

Figures 6b and 6c show respectively the
voltage and current across the varistor.
Note that the maximum voltage is 600 V, for
a 550 A current on the varistor. (The
current in the varistor is lower than the
available short-circuit current because of
the reduced available voltage since the
varistor holds off 600.

2. PROPAGATION OF SURGES

Figure 7 shows several oscillograms
indicating how the surge propagates in the
wiring in the absence of any suppressor,
and how the installation of one VSP device
at an outlet is reflected elsewhere in the
system. Figures 7a and 7b show respectively
the open-circuit voltage and short-circuit
current at the service box. At the open-
ended 25 ft. (7.5 m) line, the voltage is
substantially the same as at the box (Fig.
7c). However, at the end of the 100 ft.

(30 m) line with a 50 @ termination, a
significant decrease of the slope is notice-
able, while the crest remains practically
unchanged (Fig. 7d).

In Figures 7e-g, a VSP varistor has

been added at the end of the 25 ft (7.5 m)
line. Voltage and current at the varistor
are shown in Figures 7e and 7f, with a
maximum voltage of 500 V for a 200 A surge.
Meanwhile, the voltage at the box is limited
to 750 V, an appreciable reduction from the
1500 V that would exist without the remote

VSP under this surge condition (Fig. 7g).

3. TRANSFER OF SURGES

With the voltage limiting at the box
provided by the installation of a VSP, even
at a remote outlet (Fig. 7g), an HLP con-
nected at the service box cannot reach its
sparkover voltage until substantial surge
currents are involved. For a short dis-
tance between the service box and the VSP,
a larger current will be required than for
a greater distance. The value of the cur-
rent required to reach sparkover as a
function of the distance is therefore of
interest.

For a distance of 25 ft. (7.5 m), the
threshold condition where sparkover of the
HLP just occurs is depicted in Figure 8.

In Figures 8a and 8b, the open-circuit vol-
tage and short-circuit current are shown
for this threshold setting of the generator.
Inspection of the oscillograms shows an
open-circuit voltage of 8.1 kV and a short-
circuit current of 1.9 kA, hence a calcu-
lated source impedance of 4.2 Q.x* This

low value of the source impedance (compared

* This is only a crude approximation since the
current waveform does not match the voltage
waveform. Therefore, the circuit impedance is
not a pure resistance or characteristic impedance.



(a) open-circuit voltage - at box (b) short-circuit current

(c) open-civeult voltage - 25 ft. (7.5m) (d) open-cireuit voltage - 100 ft. (100m)

(e) voltage at VSP - 25 ft. (7.5m) (f) current in VSP - 25 ft. (7.5m)

(g) wvoltage at box with VSP @ 25 ft. (7.6m)

Figure 7

Propagation of Surges



to proposed values?:?®) provides a very con-
servative evaluation of the system perfor-
mance. For the same setting as Figures 8a
and 8b, the oscillograms of Figures 8c and
8d show the case where the HLP has sparked
over, as indicated by its voltage (8c) and
current (8d) traces. In Figures 8e and 8f,
the traces show the voltage (8e) and current
(8f) in the VSP for a case where the HLP did
not spark over (due to the scatter of spark-
over or a slight difference in the output of
the surge generator). This case represents
the most severe duty to which the VSP would
be exposed, for a distance of 25 ft. (7.5m),
and in reality is already likely to be an
actual lightning stroke on the power system,
rather than just a "lightning remnant"
associated with a remote or indirect stroke.
Figure 8f indicates a crest current of 1200 A
in the varistor, which just exceeds the
published surge rating of the varistor,

(a) open-circuit voltage

(e) voltage at HLP when HLP does
sparkover - VSP at 25 ft. (7.6m)

however, as an isolated occurrence, this
current lcvel has been found acceptable
during laboratory tests. As stated above,
this level of current would be reached only
for direct strokes, and for a VSP connected
fairly close to the service box. In a case
where there would be no HLP installed at
the box, but only the VSP installed at an
outlet, the voltage rise in the wiring and
the meter coils would most likely result in
a flashover of the system, which would then
divert the excessive energy away from the
VSP, just as the HLP did in the test. Of
course, this diversion may take place in an
undesirable manner, which is precisely what
the HLP is supposed to eliminate when in-
stalled. On the other hand, the sale
literature for the VSP also specifically
excludes direct lightning strokes from the
protective ability of the VSP.

(b) short-circuit current

(d) current in HLP after sparkover -
VSP at 25 ft. (7.5m)

(e) voltage at VSP when HLP does not
sparkover - VSP at 25 ft. (7.5m)

(f) current in VSP when HLP does not
sparkover - VSP at 25 ft. (7.5m)

Figure 8

Transgfer of Surge Conduction



For greater distances between the VSP Figures 9¢ and 9d. However, with the VSP

and the service box, the surge transfer will removed 100 ft. (30m) away from the HLP,
occur at lower current. For instance, with the latter takes over for this lower avail-
100 ft. (30m), the oscillograms of Figure 9 able current (700 A) and relieves most of
document the transfer of the surge to the the surge from the VSP, as indicated in

HLP at much lower current levels. Open- Figures 9e through 9h. The current flowing
circuit voltage and short-circuit current in the VSP is now only 125 A (Fig. 9f) with
are indicated in Figures 9a and 9b as 500 A flowing in the HLP (Fig. %h). The
previously. With the VSP at 25 ft., only corresponding voltage at the VSP and HLP
the VSP carries the surge as indicated in are shown in Figures 9e and 9g.

SomV <2004

‘) open-circutt voltage (b) short-circuit current

50mv <2008 . 10u8

(e} VSP at 25 ft. (7.5m) -~ Voltage of VSP (d) VSP at 25 ft. (7.5m) - Curvent in VSP

S0mv - ¢50R)

(e) VSP at 100 ft. (30m) - Voltage of VSP (f) VSP at 100 ft. (30m) - Current in VSP

(g) VSP at 100 ft. (30m) - Voltage of HLP (h) VSP at 100 ft. (30m) - Current in HLP

Figure 9

Transfer of Surges



Further information is presented in

Figure 10, with oscillagrams recorded at the

same generator setting as in Figure 9.
Figure 10c shows the voltage at the end of
the 100 ft. (30m) line, between the line
wire and the ground wire (not the ground
reference, but the ground carried with the
wire); likewise, Figure 10b shows the vol-
tage at the same point between the neutral
wire and the ground wire, both oscillograms
recorded with the HLP at the service box
and the VSP at that line end. These volt-

ages should be compared to the line-to-1line
(more precisely, line-to-neutral) voltage
of only 500 V recorded for the same surge
condition in Figure 9e. To check that
these voltages were not spurious recording,
the oscillogram of Figure 10c was recorded
with the probe tip connected to its ground
connection, and both of these connected to
the ground wire at the 100 ft. line end.
The noise background there is insignificant
compared to the recordings of Figures 10a
and 10b.

(a) Voltage between line (black) to
ground (green) VSP connected

hotioon hl1rpl ~vd sahd+a ur o

at service box.

(b) Voltage between neutral (white) to
ground (green) VSP connected
between black and white. HLP at
service box

(c) Noise background check

Figure 10

Voltages between Conductors and Ground

at End of 100 ft.

VI, CONCLUSIONS

The tests on simulated high energy
surges indicate that a transfer occurs from
the VSP to the HLP at some current level
depending on the distance between the two
devices.

Even for a short length of wire, the
VSP is relieved from the surge by sparkover
of the HLP before excessive energy can be
deposited in the varistor of the VSP. At
lower current levels where the voltage in
the system is clamped by the VSP and thus
prevents sparkover of the HLP, the VSP ab-
sorbs all of the surge energy.

(30m) Line

In all instances, the voltage level at
the VSP is held low enough to protect all
electronic appliances having a reasonable
tolerance level (600 V in most cases,

1000 V in extreme cases). Furthermore, the
installatiown of only one VSP in the house
already provides substantial protection for
other outlets, although optimum protection
requires the use of a VSP at the most
sensitive appliance, with additional VSP's
if further protection is required for other
sensitive appliances.
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APPENDIX T

Home Lightning Protector Specifications

HOME LIGHTNING PROTECTOR

Home Lightning Protector
Listed by Underwriters’ Laboratories (UL)

D-12

5937

Page 1

Sept. 2, 1975
Effective Aug. 8, 1975

DESCRIPTION

‘The Home Lightning Protector is designed to prevent light-
ning surges (entering through the wiring) from damaging
electrical wiring and appliances. The Protector is a sturdy,
weatherproof, service-proven device that immediately drains
lightning surges harmlessly to ground. Installed at either the
weatherhead or service-entrance box, the Protector discharges
a surge in a fraction of a second. It will perform this protective
function over and over again, without any maintenance re-
quired, possessing the same long-life valve-type characteristics
obtainable in higher-voltage distribution arresters.

The Protector is a two-pole, three-wire device designed
primarily for single-phase 120/240-volt three-wire grounded
neutral service. It can also be applied to protect three-phase
circuits where the line-to-ground 60 Hertz voltage does not
exceed 175 volts. Connection diagrams are included on the
inside of each carton.

WHERE TO USE

Farmers—whose livelihood depends on milking machines,
incubators, coolers, submersible pumps, and other electrical
equipment.

Suburbanites—with considerable dependency on (and in-
vestment in) electrical appliances of all sorts.

Rural Homeowners—often far from fire-fighting equipment,
and repair facilities.

Everyone—with electrical equipment exposed to the de-
structive lightning surges that can enter through directly-
connected overhead secondary power lines.

*FEATURES

The General Electric Home Lightning
Protector
—can prevent costly appliance repair

LISTED

——can help provide uninterrupted elec-
trical service
—1-year unit replacement guarantee LIGHTNING
PROTECTIVE DEVICE

PRICES AND DATA

Distribution Transformer-P(032)

{Photo 1219173}

Home Lightning Protector. Hardware {not shown) is included
in carton aond detailed balow.

Fig. 1.

Note -

Service protector moy be
mounted either side up —
with brocket. It may be
suspended by its
leads or mounted in
knockouts in load center
or fuse boxes.

All 2) black leads No.l4 AWG
ivads (line)

are
tinned l{i) white lead No. 14 AWG
coppe {ground}

Ser note No. 4

(2) 0.18" holes

0.500" stroight
mins, Aheame

Included with protector
| Aluminum mounting brocket

2. Aluminum screw with
slotted head.

3. Aluminum conduit locknut.
Prat M
Girgutt e eor Protector List Price | Net wi sed 4. An aluminum nail l-inch long
Volte Line-to-ground Model No. ag“,"s's 'E“é" Pockage is furnished to more securely
Voltage Rms - n Oz mount the arrester L -2.08"dia—{
Nameplate
120/240 75 FLISDCBO02 | A $14.95 6 24
ﬁrwndl Units Fig. 2. Modei No. 9L15BCB002 Home Lightning Protector
eutra
NOTE: Minimum order quantity is one (1) standard package
sk containing twenty-four (24) units. Orders will be accepted for
PERFORMANCE CHARACTERISTICS shipment from factory stock in- lots of one or more standard
Impulse IR Dkd'nrge Voitage packages only. Orders for less than standard package quantities
Protect Ky T
::q;::r s&:.’.“,'i::' (10 » 20 Micr e Cureant Wave) should be referred to local distributors.
(;"’“,’ 10Ky / pusec Ar At Ar
ms Kv crest 1500 5000 10,000
Amp Amp Amp
0-175 2 1.0 ‘ 1.2 } 1.4 PUBLICATIONS: (Use latest issue)
¥ Descriptive Bulletin. .. ........ GED-4835
Average values.
*Changed since May 13, 1974 issve. Prices and dato subject ta change without notice
PM 700, 701, 702, 711-714, 721.723, 731.737

Home
Protector
Secandary
Arrester

GENERAL @D ELECTRIC

10



APPENDIX II

Voltage Spike Suppressor Product Information

11

HIVI™ Phg H-233C1

VOLTAGE
@ SPIKE O
PROTECTOR

VOLTAGE SPIKES are brief high voltage
surges which may occur in any electrical
system. Thev may arise from several
sources, but in a home the two most
common are:

* switching OFF and ON appliances,

air conditioners, or fumaces within the house.

® surges on the power lines 10 the house caused by lightning.

MAJOR CAUSE OF ELECTRONIC
EQUIPMENT FAILURE

While solid-state equipment is much more reliable than tube-
type equipment, it is more susceptible to voltage spike damage.

mall spikes shorten the life of solid-state components while
targe spikes — such as those which may occur during lightning
storms — can destroy them instantly.

SIMPLE, RELIABLE PROTECTION

Plug the Protector into any 125V AC receptacle. Plug equip-
ment into the Protector. To protect more than one piece of
equipment, plug a multipie outlet adaptor into Protector.

The Volitage Spike Protector contains a GE-Mov® varistor which
absorbs dangerous spikes but does not interfere with normal
current flow. It is designed to protect sensitive electronic
equipment from voltage spikes caused by the “switching of
foads” or lightning striking the power lines. Protector will not
protect against those rare circumstances where lightning strikes
the house, powser sarvice takeoff, or antenna directly.

VOLTAGE SPIKE PROTECTOR HELPS PROTECT

HOME INDUSTRIAL/COMMERCIAL
APPLIANCES EQUIPMENT

TV Sets Computers

Radios Business Machines

Hi-Fi Equipment Industrial Controls
Electronic Organs Test Equipment

Major Appliances Medical Equipment

Some TV manutacturers are incorporating GE-Mov*® varistors

ik'mi’.%m.%m‘%ﬁﬁ&&ﬁ?dm repair ratas. Thase sets

Trrce gerom Wiring Device Department @
General Electric Co., Prov,, R. i. 02940
© GE
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Significance
Part 4 — Propagation and coupling of surges
Part 6 — Tutorials

This paper was presented as a summary tutorial aimed at the French-speaking Canadian community to solicit their
comments on the development of the IEEE Std 587 Guide. The paper has been translated into English by the
author to make the English-speaking community aware of that paper, which served at that time as one output for
the release of the extensive test results that were reported in the 35-page GE Memo Report — still proprietary at that
time — “Lightning protection in residential AC wiring” (see Part 4 of the anthology).

The tests were performed by injecting a simulated lightning flash current of unidirectional waveshape into the
grounding system of a simplified residential wiring system, and observing the coupling and induction of oscillatory
surges in the house wiring

Part 8 — Coordination of Cascaded SPDs

Excerpts from the complete test report found in this summary include a discussion of the performance of gapped
arresters, as well as MOVs installed at the service entrance, with coordination with an MOV installed at the end of
branch circuits.
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INTRODUCTION

The development of metal-oxide varistors has made possible a
substantial improvement in the mitigation of overvoltages in
residential, commercial or light industrial power systems. For
instance, transient suppressors are now available that can be
plugged into a wall receptacle, thus making possible the
protection of appliances or electronic devices that might be
damaged by overvoltages occurring in power systems [1].

However, due to economic considerations, these suppressors
have only a limited capability for absorbing high current
surges that may be associated with lightning strikes occurring
nearby. Thus, one may ask whether the installation of a
suppressor with limited capability might not pose a risk of
failure or create a faise sense of security.

It is then worthwhile to examine what occurs in a building
provided with suppressors having different capability, located
at different points of the building. as a function of the surge
current intensity imposed by the lightning strike. Furthermore,
the combination of several suppressors may allow a
coordinated protection for reliable operation, which it would
be worthwhile to demonstrate.

CIRCUIT MODEL

Given the complexity of distribution networks and the
nonlinear response of the suppressors [2], it would be
difficult to compute in detail the behavior of the system
subjected to a current surge. Thus, it is more convenient, to
the extent that reality can be modelled by a physical model, to
make tests directly on the devices actually used in these
buildings. Such tests have been performed at the High Voltage
Laboratory of the General Electric Company in Pittsfield, MA.
We injected, into a physical model, currents corresponding to
lightning strikes amplitudes ranging from moderate to
extremely high [3].

A model of a typical building was wired with the components
used in a residential building: triplen overhead service drop
from the distribution transformer, down-conductor to the
revenue meter, connection to the service panel provided with
circuit breakers, with four branch circuits ranging from $ to 50
meters and provided with a receptacle at the far end.

Assuming a 100-kA strike on the primary distribution system,
an extreme case in the probability of discharges [3], a current
division is postulated as shown in Figure 1, resulting from the
mjection of 30 kA in the (grounded) neutral conductor
supplying the building.

This 30-kA value is predicated by assuming that the lightning
current transfers from the primary conductors to the grounding
network as a result of the operation of the arrester, or by a

K.E. Crouch
Lightning Technologies, Inc.
Pittsfield, MA
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Figure 1. Distribution of the 100-kA current
in the ground network near the building

fiashover from the phase conductor to the ground conductor of
the primary circuit, without involving the two conductors of
the low-voltage distribution. Only the (grounded) neutral
conductor of the service drop is involved, with 70 kA flowing
through the grounding connection of the pole involved and
toward the two adjacent poles.

Figure 2 shows schematically the path of the 30-kA current
injected 1n the ground conductor to the building, as well as the
mechanism for inducing currents and voltages in the circuit
model, mostly by electromagnetic coupling into the loop
formed by the service drop.
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Figure 2. Injection of 30 kA in the ground conductor
of the service drop, and resulting voltages

The complete circuit, including the surge generator and the
instrumentation, is shown schematically in Figure 3. Of
course, the usual precautions were taken in the setup (shielded
room for the instrumentation, checks for interference, etc.).

® 1978 |IEEE. Translated from the original French version which first appeared in Proceedings, 1978 IEEE Canadian Conference
on Communications and Power, 78CH1373-0, pp 451-454. Permission to copy without fee is granted by the Institute of
Electrical and Electronics Engineers if not made for direct commercial advantage. To copy otherwise, or to republish, requires

a fee and specific permission.
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Figure 3. Schematic of the experimental circuit
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Figure 4 shows an example of the waveform of the injected
current, a 10/25 ;.uc, m:p'.xlse, which is a conservative hypo-

., 10 kA, and
30 kA. The first value, 1.5 kA, is the standard duty test for
a secondary arrester, the second, 10 kA, is the standard
withstand test, and the last, 30 kA, is a pessimistic level.

Vertical: 500 A/div
Sweep: 5 us/div

Figure 4. Injected current

TYPES OF SUPPRESSORS

There are two types of commercially available suppressors: a
surge arrester that can be installed on the service panel or at
the point of anchoring the service drop, and a suppressor
which is a plug-in device as previously mentioned.

The surge arrester type, which has been used for many years
but only in limited numbers, meets the performance standard
for a secondary arrester [4], in particular a rating of 10 kA,
8/20 us surge. One of the reasons for the lack of market
success of this suppressor is undoubtedly the fact that its
installation must be contracted out to an electrician because it
requires work on the live circuits inside the service panel.
Furthermore, this type of arrester has a let-through of about
2000 V, which is excessive for sensitive electronic appliances.
Varistor discs with a 32 mm diameter are now available, but
only as an industrial component (at this time). These discs
have the capability of diverting the 10 kA required by the
standard, and thus are excellent candidates for a service-
entrance arrester because they can clamp at
blglmluuluy lower than those of plcvnuumy available arresters.
In the tests that we performed, these discs turned out to be
highly promising.

The plug-in type, represented in our test series by GE Model
VSP-1, contains a 14-mm diameter varistor, with a rating of
6000 A and capable of absorbing a number of 3 kA surges
during its service life.

COURDINATION UF SUPPKESSUKS

In an installation where several surge suppressors are
connected at different points of the system, the suppressor with
the lowest clamping voltage will be called upon to "protect”
the suppressor having a higher clamping voltage, by sparking
over first or by preventing the second from sparking over. To
reverse this situation, it is necessary that the voltage drop in
the wiring, produced by the current flowmng in the first
suppressor and added to the clamping voltage of the latter,
exceed the operating voltage of the second. In the case of
varistors, which have been designed specially to produce a low
clamping voltage, this situation may become critical. Figure
5 illustrates the arrangement where the VSP-1 might prevent
the HLP from sparking over if the clamping voltage of the
VSP-1 is much lower than the sparkover voltage of the HLP.
This situation is another motivation for the tests, to verify that
coordination can be maintained between the suppressors in
practical applications.
i VSP-l

HLP —

\

Sparkover of HLP:
All the current in VSP-1:

V1 < V2 + Ri + Ldi/dt
V1 > V2 + Ri = Ldi/dt

Figure 5. Coordnation between two
suppressors separated by an impedance

TEST RESULTS

During a first test series conducted at 30 kA, we quickly noted
that sparkover occurs at many points in the circuit, making it
difficult to obtain reproducible results. It was necessary to
reduce the current to 1.5 kA to reach a situation where no
sparkover would occur. Even at "only” 10 kA, sparkover still
occurred in the unprotected devices (receptacle, service panel).
It should be noted that these sparkovers taking place between
the conductors (black to white or black to green) result solely
from injecting current in the ground conductor of the circuit,
not from injecting the surge directly into the phase conductors.

Many oscillograms were recorded, which cannot be
reproduced in this paper. Some examples are given in the
following figures, to enable comparisons among the various
arrangements of the suppressors, showing that an effective
protection scheme can be achieved, if only a few precautions
are taken.

Effect of the inductance at the end of the line

Oscillograms 204, 247, and 248 (Figure 6) show the
attenuation obtained frg_rn__ an 1mnpdnnm> at the end of the line,
for a 1.5 kA injection, at the end of a 25-m lme Oscﬂlogram

204 shows an open-circuit voltage reaching 2200 V, “with
oscillations at about 500 kHz decaying mn about 20 us.



Open-circuit
Voltage

500 V/div

2 ps/div

Voltage with
130-2 load
500 V/div

2 ps/div

Voltage and current
in the VSP-1 with
130 @ and VSP-1

Figure 6. Effect of impedance at the end of the line

By connecting a resistive load of 130 Q at that point, the
voltage is reduced down to 1400 V, and the oscillations are
replaced by a damped waveform. Adding a varistor (VSP-1)
to the 130-(2 resistor produces the clamping shown in oscillo-
gram 248; this oscillogram also shows that only 15 A flow in
the varistor. From these oscillograms, the following conclu-
sions may be drawn: an oscillatory voltage at 500 kHz is
induced in the line, superimposed to the unidirectional voltage
produced by the injection of an unidirectional current. This
oscillatory voltage appears to be the result of oscillations
occurring in the line, oscillations that can be damped by
adding a resistive load at the end of the line. Furthermore,

1 i nd o e Line reduices the
connecting a 130-Q resistor at the end of the line reduces the

voltage at the end of the line from 2200 to 1400 V. One may
view this situation as a voltage divider consisting of the source
impedance and the impedance at the end of the line. A rough
estimation of the "source” impedance, Zs, may be made by
neglecting the complex nature of the impedances. The circuit
equation may be written as Vr = Vo 130/(130 + Zs), where
Vr is the voltage (1400 V) recorded with a resistor in the
circuit, and Vo is the open-circuit voltage (2200 V). Solving
for Zs yields Zs = 75 Q. This value, although inaccurate
because the equation was not vectorial, is nevertheless a useful
result to provide an order of magnitude for the source imped-
ance, the perennial question.

Performance of suppressors at the service entrance

Oscillograms 143, 261, 263, and 153 (Figure 7) show the
results obtained by installing various types of suppressors at
the service panel, for a 10 kA surge. Without any protection
ram 143), the voltage reaches 7 kV before collapsing

VPN | P
SV alll

[

a This collapse is actually the result of a

s a thhas i t ~F $bin Al te
breakdown occurring at some other point of the circuit, as

demonstrated in other tests. This oscillogram shows that 7 kV
peaks may be reached when no protection is provided.

Voltage without
protection

2 kV/div

2 ps/div

Varistor on
the outside
500 A/div
500 V/div
2 pus/div

Varistor on
the inside
500 A/div
500 Vidiv
2 ps/div

HLP Arrester
400 A/div
500 V/div

2 us/div

Figure 7. Compared performance of various
suppressors at the service panel

LA

By installing a 32-mm disk outside the service panel, an
arrangement that requires a total of about 50 cm of wiring, the
protective level shown in Oscillogram 263 is obtained, about
800 V, with high-frequency oscillations reaching 1500 V,
while about 1100 A flow in the disc. If the disc is connected
directly onto the bus bars of the panel, with a maximum
connection length of about 15 cm, the protective level is
substantially improved: oscillogram 261 shows oscillations of
only 900 V and subsequent value of 600 V, with a current of
about 1200 A in the disc. In contrast, the HLP arrester
(oscillogram 153), which contains a spark gap and silicon
carbide varistors, allows the voltage to reach 2400 V before
sparking over, then holds a discharge voltage of about 900 V
with a peak current of 1300 A. This set of measurements
shows how important it is to hold the connections as short as
possible. They also show how the new metal-oxide varistors
can improve protection, if correctly installed.
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Stress on

Considering the limited capability of the VSP-1 device, which
is only a 14-mm disc and does not purport to be a lightning
arrester, it is interesting to determine the stress that might be
imposed by injecting a surge with extreme value.



32-mm disc inside
Voitage and current
for VSP-1 at 12 m
500 A/div

500 V/div

2 us/div

32-mm disc outside
Voltage and current
for VSP-1 at 12 m

200 A/div

500 V/div

2 us/div

No protection on the panel
Voltage and current

for VSP-1 at 12 m

1000 A/div

500 V/div

2 ps/div

No protection on the panel
Voltage and current

for VSP-1 at 25 m

1000 A/div

500 V/div

2 ps/div

Figure 8. Stresses on the suppressors

Figure 8 shows the results of tests made with an appropriate
protection at the service panel (oscillogram 275), with a poor
protection at the service panel (281), and without any protec-

tion at the service panel (283 and 284).

With a disc connected directly across the bus bars (275), the
ideal situation, the current in a VSP-1 located 12 m away from
the service panel, resulting from injecting 30 kA, is less than
400 A; the voltage across its terminals, to be applied to the
protected load, is less than 500 V. If now the disc is installed
outside of the panel (281), a reduction of the effectiveness of
the protection, the current in the VSP-1 is slightly increased,
with a corresponding increase in the clamping voltage. If no
protection is installed at the service panel (283), the VSP-1
would tend to absorb all the current, in this case a 3.3-kA
peak with a clamping voltage of 650 V for a VSP-1 installed
12 m away. In contrast, for a VSP-1 installed 25 m away, the
voltage drop between the panel and the VSP-1, associated with
the line impedance, is such that a breakdown occurs upstream
from the receptacle (in this case in a parallel branch circuit),
hence the limiting effect shown in oscillogram 284.

Thus, this set of measurements shows that even in the extreme
case of injected currents, the current imposed to the VSP-1
remains within acceptable limits for a limited number of

Certified translation by French Associates, Inc, Gaithersburg MD 20877.

surges. Its rating of 6000 A at 8/20 us allows considering a
limit of 4000 A for the product line, with high reliability.
Furthermore, this example illustrates the fact that breakdown
can occur in a poorly coordinated installation. From the point
of view of the safety of the VSP-1, the breakdown shown in
oscillogram 284 might be viewed as a safety valve, but from
the overall safety point of view, it is not recommended to rely
upon a breakdown occurring in the wiring or at the terminals
of the wiring devices, because such breakdown may initiate a
power fault with significant fire hazard.

CONCLUSIONS

1. It is sufficient to inject, in the ground conductor of the
service drop, a surge current corresponding to a moderate
lightning stroke to reach hazardous voltages between the phase
and neutral conductors within the building.

2. Commercially available protective devices are capable of
limiting overvoltages to acceptable limits; even in the case of
an injection corresponding to extreme values, several arrange-
ments may be considered:

a) A lightning arrester consisting of a spark gap and
silicon carbide varistors can limit the overvoltages to about
2000 V, eliminating the risk of breakdown in the wiring and
the attendant fire hazard. This 2000 V limit provides protec-
tion for conventional appliances but may be inadequate to

protect electronic devices that tend to be more sensitive.

b) A metal-oxide varistor, presently available only as
an industrial component package, correctly installed in the
service panel (short connections) would be sufficient to limit
overvoltages for all the building, even for high amplitude
lightning strokes.

b) A varistor with limited capability, the VSP-1,
installed at a particular receptacle, will limit overvoltages at
that point to values that are acceptable for electronic devices,
without being itself exposed to hazardous stress, if its distance
from a panel — not equipped with protection — is greater than
about 10 meters. For shorter distances, the stress applied to
the VSP-1 might exceed the expected reliability, with failure
of the vanstor This failure would still provide protection
during the surge, but lead to a trip of the panel breaker. Of
course, if a protection according to (b) were provided, it
would not be necessary to install a VSP-1. If the protection
provided at the service panel is less than ideal (HLP), the
addition of a VSP-1 at the receptacles that supply sensitive
devices would provide protection for these devices, while the
HLP would provide diversion of high currents.
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Significance:
Part 4 — Propagation and coupling of surges
Part 8 — Coordination of cascaded SPDs

This paper presents a summary of two earlier and detailed proprietary General Electric reports describing
experiments conducted in Schenectady NY and in Pittsfield MA, respectively by Martzloff and Crouch. (These
have now been declassified by General Electric and are included in this Anthology — see Coordination 1976
and Propagation 1978.) The prime purpose of that paper at the time was to report in a non-classified
platform experimental results that could be useful for the development of IEEE Std 587 (later known as IEEE
Std C62.41).

In the first experiment, a simple test circuit of two branch circuits originating at a typical service entrance paper
was subjected to relatively high-energy unidirectional impulses, with various combinations of surge-protective
devices installed at the service panel and/or at the end of the branch circuits. That 1976 experiment was the
beginning of recognition of the “cascade coordination” issue that became the subject of intense interest in the
80’s and 90's (see the listing of contribution by many authors in Part 1, Section 8).

In the second experiment, the coupling and subsequent propagation of surges was investigated in a more
complex circuit that included a distribution transformer, service drop, entrance panel, and several branch
circuits. The surge was injected in the grounding system, not into the phase conductors. This
experiment thus brought new evidence that ring waves can be stimulated by unidirectional surges.
Nevertheless, the threat was considered at that time as a surge impinging onto the service entrance from the
utility, not resulting from a direct flash to the building grounding system. On that latter subject, see Dispersion
and Role of SPDs.

This paper received the 1982 Paper Award from the Surge-Protective Devices Committee.



COORDINATION OF SURGE PROTECTORS IN LOW-VOLTAGE AC POWER CIRCUITS
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Abstract - Surge protectors can be installed in low-voltage ac power systems
to limit overvoltages imposed on sensitive loads. Available devices offer a
range of voltage-clamping levels and energy-handling capability, with the
usual economic trade-off limitations. Coordination is possible between low-
clamping-voltage devices having limited energy capability and high-clamping-
voltage devices having high energy capability. The paper gives two examples
of coordination, as well as additional experimental results on surge propagation.

1. INTRODUCTION

Surge voltages occurring in low-voltage ac power circuits have two origins:
external surges, produced by power system switching operation or by lightning,
and internal surges, produced by switching of loads within the local system.
Typical voltage levels of these surges are sufficient to cause the failure of sen-
sitive electronic appliances or devices, and high surges can cause the failure
of rugged electromechanical devices (clocks, motors, and heaters) [1,2].

For many years secondary surge arresters from a number of manufacturers
have been available. These arresters are effective in protecting nonelectronic
devices against the high-voltage surges associated with lightning or power sys-
tem switching. However, the voltage allowed by an arrester is still too high for
sensitive electronic devices. Furthermore, installation requires an electrician
to connect the device on hot terminals.

The advent of the metal oxide varistor packaged as a convenient plugin
device or incorporated into the appliances makes possible a voltage clamping
which is more effective than that of the conventional secondary arrester. How-
ever, ihe energy-handling capability of such packages is lower than that of an
arrester, so that large currents associated with lightning strikes cannot be
handled by these packages.

The availability of these two different types of suppressors now makes it
possible to obtain a coordinated protection of all the appliances in a home or
all the equipment in an industrial environment. Improper coordination, how-
ever, could force the lower voltage device to assume all the current, leaving the
high-energy protector uninvolved; this situation could then cause premature
failure of the low-voitage suppressor. This paper discusses the elements of a
coordinated protective system based on experimentation.

Il. SECONDARY ARRESTERS AND LOW-VOLTAGE
SUPPRESSORS

Typical secondary arresters for 120 V service consist of an air gap in series
with a varistor made of silicon carbide. The device is generally packaged with
two arresters in the same housing; the physical arrangement is designed for in-
stallation on the outside of a distribution panel, through a knockout hole of
the panel enclosure or at the entrance to the building.

Limitations on the gap design imposed for the purpose of reliable opera-
tion and clearing after a high current discharge (10 kA, 8 x 20) do not allow the
sparkover of the gap to be less than about 2000 V. This sparkover and the
time required to achieve it allow injection of a potentially damaging surge into
the “‘protected”” power system downstream from the arrester.* While this
2000 V level provides better protection than the protective characteristics in-
dicated in ANSI standards [3], lower voltage clamping is desirable for the
protection of sensitive electronics.

*In this paper the high-energy suppressor, typically installed at the service
entrance, will be called arrester. The low-energy, low-voltage suppressor,
typically installed at an outlet or incorporated into an appliance or connected
load, will be called suppressor.

F 79 635-4 A paper recommended and approved by the
IEEE Surge Protective Devices Committee of the IEEE
Power Engineering Society for presentation at the IEEE
PES Summer Meeting, Vancouver, British Columbia,

Canada, July 15-20, 1979.Manuscript submitted February 6,

1979; made available for printing April 3, 1979.

Metal oxide varistors suitable for 120 V line applications can clamp surge
voltages at less than 1000 V, typically at 500 to 600 V for surge currents of less
than 1000 A. These varistors provide excellent protection for electronic sys-
tems. The economics of device size, however, limits the wide use of large varis-
tors, especially since smaller varistors can do an acceptable job if they are not
exposed to excessive currents. Proper coordination among the devices used
is required to obtain a reliable protection system.

1. PROTECTION COORDINATION

While the installation of surge protective devices functions effectively for
high-voltage utility systems coordinated by centralized engineering, the current
trend toward regulatory installation in low-voltage systems, because they are
seldom centrally engineered and coordinated, can result in damaged equip-
ment and system failure. The successful application of protective devices to a
low-voltage system demands a perspective of the total system, as well as a
knowledge of individual device characteristics. Where such knowledge and
coordination are lacking, a low-voltage suppressor installed in conjunction
with an arrester can prevent the voltage at the terminals of an arrester from
reaching its sparkover level. As a result, all of the surge current may be forced
into the suppressor, which may not have been intended to withstand extreme
conditions.

Proper coordination in an arrester/suppressor system requires some impe-
dance between the two devices. This impedance is generally provided by the
wiring: at the beginning of the surge, the rapidly changing current produces
an inductive voltage drop in this wiring, in addition to the drop caused by the
resistance of the wiring. Thus, the voltage at the terminals of the arrester during
the current rise of the surge is equal to the clamping voltage of the suppressor,
plus the voltage drop in the line (tests reported below indicate that this voltage
drop is indeed appreciable). This voltage addition can then raise the terminal
voltage of the arrester sufficiently to reach sparkover. In this way the arrester
will divert most of the surge current at the entrance, rather than permitting it
to flow in the suppressor.

The application of a suppressor alone is likely to occur because electronic
appliance manufacturers increasingly provide suppressors incorporated into
their products. With no arrester at the service entrance, the wiring clearances
can become a voltage-limiting device, thus establishing a clearance/suppressor
system. The suppressor would again tend to assume all of the surge current
flow. The voltage drop in the line, in a manner similar to that of the arrester/
suppressor system, would raise the voltage at upstream points to levels that
may spark over the clearances of wiring devices, providing unplanned relief
for the suppressor. When sparkover of the clearances occurs, there are three
possible results:

a. A power-follow current occurs, with destructive effects on the

components.

b. A power-follow current occurs, but overcurrent protection (breaker

or fuse) limits the damage. The system can be restored to operation
after a mere nuisance interruption.

c. No power-follow current takes place; the overvoltage protective

function of the system can be considered as accomplished.

The concept of protecting solid insulation by allowing clearances to spark
over first is actively promoted by the Low Voltage Insulation Coordination
Subcommittee of the International Electrotechnical Commission [4].
Further discussion of it is outside the scope of the present paper; nevertheless,
the concept is worth attention because cost reductions and system reliability
could be obtained through its proper application.

Two examples of protection coordination will now be discussed in detail.
These examples represent two scenarios on surge injection; they are based on
experiments involving an arrester and suppressors in simulated lightning surge
conditions. In the first scenario the surge is assumed to be injected between
one of the phase wires and the center conductor (ground) of the service en-
trance. Ina second scenario the surge current is assumed to be injected directly
into the ground system of a service entrance only. Both experiments show the
benefits and importance of proper coordination. In both tests the arrester was
a gap-silicon carbide combination (Fig. 1) and the suppressor, a metal oxide
varistor in a plugin package (Fig. 2).

IV. SURGE APPLIED BETWEEN PHASE AND GROUND

Test Circuits

The test circuit (Fig. 3) consisted of a terminal board from which two lines,
one 7.5 m (25 ft ) long and the other 30 m (100 ft) long were strung in the test
area. A short, 3 m (10 ft), line simulated the service drop. All of these lines
were made of three-conductor, nonmetallic, #12 AWG sheath wire. The neu-
trat and ground wires of the three lines were connected together at the terminal
board and from there to the reference ground of the test circuit.

0018-9510/80/0100-0129$00.75©1980 IEEE
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Fig. 1. Typical arrester for service entrance installation.

Fig. 2. Typical suppressor for plugin installation.

100 ft {30m}

500

GREEN
(GROUNDI

Test circuit.

Fig. 3.

All surge currents were applied between the line conductor (black) at the
end of the service drop and the reference ground (green and white). These
impulses were obtained from a 5 uF capacitor charged at a suitable voltage
and discharged into the wiring system by an ignitron switch. The resultant
open-circuit voltage waveform, a unidirectional wave of 1 us rise time x 50 us
to one/half value time, corresponds to the standard test wave in utility systems,
Fig. 4 shows typical open-circuit voltage and short-circuit current waveforms.
Voltages were recorded by a storage oscilloscope through an attenuator probe
(1000:1); currents, through a current probe and a current transformer. Thus,
the calibrations displayed on the oscillogram are to be multiplied by 1000 for
the voltage. The current traces show the 50 mV setting corresponding to the
rated output of the current probe, with the amperes per division shown in
parentheses corresponding to the current transformer ratio and current probe
input setting for a direct reading. The sweep rate is also shown on the oscillo-
grams, at 10 us/div. for all the tests.

Test Results

Fig. 5a shows the voltage across the arrester when subjected to the surge de-
fined by Figs. 4a and 4b. Note that the sparkover voltage reaches 2200 V, with
several oscillations, before the voltage settles down to the impulse discharge
voltage at about 2000 V at its start.

Figs. 5b and 5c show, respectively, the voltage and current across the varis-
tor in the suppressor. Note that the maximum voltage is 600 V for a 550 A

(a) (b}

Fig. 4. Open-circuit voltage and short-circuit current (without any protector).

Fig. 5 Response of arrester
and suppressor.

©)

curreitt on the varistor. (The current in the suppressor is lower than the avail-
able short-circuit current as a result of the reduced driving voltage, because
the varistor holds off 600 V.

Fig. 6 shows several oscillograms indicating how the surge propagates in
the wiring in the absence of any suppressor. Fig. 6a shows the open-circuit
voltage at the service box. At the open-ended 7.5 m (25 ft) line, the voltage is
substantially the same as at the box (Fig. 6b). However, at the end of the 30 m
(100 ft) line with a 50 Q termination, a significant decrease of the slope is no-
ticeable, while the crest remains practically unchanged (Fig. 6c).

(a) open-circuit voltage-at box

1008 500mv

(b) open-circuit voltage-7.5m (25 ft) (c) open-circuit voltage - 30m (100 ft)

Fig. 6. Propagation of surge.

With voltage limiting at the box provided by the installation of a suppres-
sor, even at a remote outlet, an arrester connected at the service box would not
reach its sparkover voltage until substantial surge currents were involved. A
larger current was required for a short distance between the service box and
the suppressor than for a greater distance. The value of the current required
to reach sparkover as a function of the distance is therefore of interest.

For a distance of 7.5 m (25 ft) the threshold condition for sparkover of the
arrester is shown in Fig. 7. In Figs. 7a and 7b the open-circuit voltage and
short-circuit current are shown for this threshold setting of the generator. In-
spection of the oscillograms shows an open-circuit voltage of 8.1 kV, with a
calculated equivalent source impedance of 4.2 Q. This low value of the source



impedance, compared to proposed values {5], provides a conservative evalua-
tion of the system performance. For the same setting as Figs. 7a and 7b, the
oscillograms of Figs. 7c and 7d show the case in which the arrester has sparked
over, as indicated by its voltage (7¢) and current (7d) traces. In Figs. 7e and 7f,
the traces show the voltage (7¢) and current (7f) in the suppressor for a case in
which the arrester did not spark over (as a result of the scatter of sparkover or
a slight difference in the output of the surge generator). This case represents
the most severe duty to which the suppressor would be exposed, for a distance
of 7.5 m (25 ft).

(a) open-circuit voltage

v 10

(b) short-circuit current

(d) current in arrester after sparkover —
suppressor at 7.5 m (25 ft)

(c) voltage at arrester when arrester does
sparkover — suppressor at 7.5 m (25 ft)

i

(e) voltage at suppressor when arrestor does not (f) current in suppressor when arrester does not
sparkover — suppressor at 7.5 m (25 ft) sparkover — suppressor at 7.5 m (25 ft)

Fig. 7. Transfer of surge conduction.

From these tests it is apparent that the 1200 A flowing in the line to the
suppressor (7f) and establishing 1000 V at the varistor terminals (7e) causes an
additional 1000 V drop in the line. The resulting 2000 V appearing at the ar-
rester terminals may cause sparkover of the arrester (7c¢).

For a case in which there is no arrester installed at the box but only the
suppressor installed at an outlet, the voltage rise in the wiring and the meter
coils will most likely result in a flashover of the system, which would then di-
vert the excessive energy away from the suppressor, just as the arrester did in
the test. Of course, this diversion may be destructive, a result that the arrester,
when installed, is precisely designed to prevent.

For greater distances between the suppressor and the arrester, the transfer
of the surge will occur at lower currents. For instance, with the suppressor
installed at the end of the 30 m (100 ft) line, only 700 A were required in the
suppressor to reach sparkover of the arrester.

Discussion

The tests on simulated high-energy surges indicate that a transfer occurs
from the suppressor to the arrester at a current level which depends on the dis-
tance between the two devices. Even for a short length of wire, the suppressor
is relieved from the surge by sparkover of the arrester before excessive energy
can be deposited in the varistor of the suppressor. At lower current levels,
where the voltage in the system is clamped by the suppressor and thus prevents
sparkover of the arrester, the suppressor absorbs all of the surge energy.

In all instances, the voltage level at the suppressor is held low enough to
protect ali electronic appliances having a reasonable tolerance level (600 V in
most cases, 1000 V in some cases). Furthermore, the installation of only one
suppressor in the house provides substantial protection for other outlets,
although optimum protection requires the use of a suppressor at the most sen-
sitive appliance, with additional suppressors for other sensitive appliances.

V. SURGE INJECTED INTO GROUND SYSTEM

Assumptions

For this experiment it was postulated that a lightning stroke attaching to
the primary side of an overhead distribution system would produce a branch-
ing of the current flow into the ground after sparkover of the pole-mounted
utility’s surge arrester (which was presumed connected at the pole-mounted
distribution transformer). Fig. 8 shows the assumed circuit and the division
of current flow.
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100 kA

LEGEND
LA ! PRIMARY ARREST
XF ! DIST. TRANSFORMER
M ! METER

L.

Fig. 8. Division of current assumed for a 100 kA stroke.

In their study of lightning environments, Cianos and Pierce [6] indicate
that only 5% of all ground strokes exceed a peak current of 100 kA. The fre-
quency of the strokes is dependent upon the geographic location (isokeraunic
levels) [7], as well as upon local configurations. The probable occurrence
of a stroke involving the utility pole near a house with no adjacent tall trees or
buildings is 1 per 400 years for most of the U.S. For a 5% probability,
the likelihood can be reduced 20 times; in areas of high lightning activity, this
likelihood can be reduced 10 times. A stroke exceeding 100 kA at one loca-
tion, therefore, can be expected to occur only once in 10,000 years (but there
are millions of poles in the U.S.).

From these assessments, the maximum current to be injected for the house
model under discussion was selected to be 30 kA. From this maximum of
30 kA injected into the ground wire of the house service drop, two more values
were used during the test series: 10 kA, corresponding to the requirement for
the ANSI high-current, short-duration test; and 1.5 kA, corresponding to the
requirement for the ANSI duty-cycle test — both specified by ANSI Standard
C 62.1 for secondary valve arresters [3]. All had waveshapes of 8 x 20 us.

Another reason for selecting this low level (1.5 kA) was that no sparkover
occurs in the wiring at this level. For the 10 and 30 kA levels, multiple flash-
overs occur at variable times and locations, making exact duplication of tests
impossible. By limiting current to below sparkover levels, repeatability of the
results was ensured, allowing comparisons among several alternate circuit
configurations.

The generation of transient voltages in the house is attributed to electro-
magnetic coupling. The lightning current in the messenger establishes a field
that couples into the loop formed by the two phase wires encircling the mes-

senger. In addition, there is some capacitive coupling between the wires
(Fig. 9).
30kA
é PHASE WIRES “MESSENGER”
] —4'—“—le, s A
CJL LU U
ot «
DISTRIBUTION
TRANSFORMER "”E"I |
RECEPTACLE
L0AD AL &%)
CENTER 29
IVOLTAGE
MEASURED
150“
RETURN BY
"= GROUND PLANE
Fig.9. Voltages induced in the house wiring system.
Test Circuit

The test circuit consisted of a high-current impulse generator, a distribu-
tion transformer with a service drop, a simulated simplified house wiring sys-
tem, and the necessary shielded instrumentation.

The service drop connection between the distribution transformer and the
meter socket was made with three 13 in.- (45 ft-) long AWG #6 wires, twisted
at a pitch of about § turns/m (1.5 turns/ft). This service drop was folded in a
loose “‘S’’ shape at about 0.5 m (1.5 ft) above the ground plane serving as the
return path for the lightning current, in order to reduce the loop inductance
seen by the generator. This configuration does not influence the coupling be-
tween the messenger and the wires wrapped around it, coupling which has been
identified as the voltage-inducing mechanism.
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The simulated house wiring started at the meter socket and continued to a
load center over a distance of 3 m (10 ft). From this load center four ‘‘branch
circuits”’ connected to the load center breakers were established, each ter-
minating at a wall receptacle. Individual lengths of the branch circuits were 6,
12, 24, and 48 m (20, 40, 80, and 160 ft).

Test Results

Many tests were performed to investigate the effects of various combina-
tions. A selection was made from several hundred recorded oscillograms to il-
lustrate these effects, The results are presented in the form of oscillograms
with corresponding commentary, generally providing a comparison of voltages
and currents with or without protectors installed.

The first striking result noted was that the injection of a unidirectional im-
pulse into the ground system produces oscillatory voltages between the phase
and ground wires. Inspection of the no-load oscillogram (Fig. 10a) reveals
two interesting phenomena. First, the frequency of the major voltage oscilla-
tion is constant for all branch circuit lengths (period = 2 us). Thus, we can
conclude that this frequency is not affected by the line length and that other
circuit parameters, rather, are responsible for inducing this 500 kHz oscillation
from a 8 x 20 us current wave. Second, the minor oscillations visible during
the first loop in each oscillogram are spaced apart at a distance that increases
with line length. One can conjecture that these may be caused by reflections.

Loading the line termination with a 130 Q resistor (Fig. 10b) eliminates the
later oscillations and reduces the first peak to about 60% of the value without
load. From this reduction, a Thevenin’s calculation of circuit parameters, if
applicable in an oversimplified form, would show that 130 Q is 60% of the
total loop impedance, while the source impedance* is 40% of the total loop
impedance. Hence, one can conclude that the equivalent source impedance is
in the order of four-sixths of 130, or about 85 Q, in this scenario.

outlet at
25 m (160 f1)

outlet at
6 m (20 f1)

OPEN-CIRCUIT VOLTAGE

Sween: Jus/div

Voltage at outlet
2 indicated: 500 V/div

VOLTAGE WITH 130Q
CONNECTED AT OUTLET
INDICATED

249

Sweep: 2us/div

Voltage at outlet
indicated: 500 V/div

b)

Fig. 10. Open-circuit voltages and effect of terminal impedance.
Injected current: 1.5kA.

With no protectors at the load center nor at any outlets, the wiring flashes
over at 10 kA injected current, but not before crests in the range of 8 kV have
been reached (Fig. 11a). With an arrester installed at the load center, voltages
are limited to 2.2 kV, with about | kA current discharge in the arrester
(Fig. 11b). While eliminating the hazard of a wiring tlashover or the failure
of a typical electromechanical device, this 2.2 kV protective level may still be

excessive for sensitive electronics.
!
E

OPEN-CIRCUIT VOLTAGE

Sweep: 2 ps/div

Voltage at bus
2kV/div

VOLTAGE AND CURRENT WITH
ARRESTER ON LOAD
CENTER

Sweep: 2 us/div
Current in arrester
400 A/div

Voltage Across Bus
500 V/div

Fig. 11. Protection provided by arrester at service entrance.

Injected current: 10KkA.

*Not to be confused with the surge impedance (L/C)'/? of the line.

Fig. 12 shows the recordings made during a 30 kA current injection. This
extreme condition is capable of producing a 3500 A current in an arrester in-
stalled at the service entrance (Fig. 12a). If now we postulate a pessimistic
situation where there is no arrester at the service entrance, but only a suppres-
sor at an outlet, there are two possible outcomes. When no wiring sparkover
occurs, as discussed in Section 111, all the surge is indeed forced upon the sup-
pressor (Fig. 12b). This current may be excessive for some suppressors, but
this example is certainly a limited case. The more likely scenario is illustrated
in Fig. 12c, where sparkover of the wiring upstream of the suppressor limits
the current in the suppressor. In this last scenario, protection is obtained
downstream from the suppressor. It is important to note that no additional
hazard is created by installing the suppressor: the undesirable sparkover
would occur even without the suppressor; in fact, without the suppressor,
sparkover would be even more likely to occur.

Current in arrester
at service entrance:
1000 A/div

Sweep: 2 us/div

Current in
suppressor: 1 kA/div

Voltage at
outlet: 500 V/div

Sweep: 2 us/div

1R\ Nn Flachavar

Currentin
suppressor: 1 kA/div

Voltage at
outlet: 500 V/div

Sweep: 2 us/div

(c) Wiring Flashover

Fig. 12. Duty imposed on single suppressor with 30 kA injection.

VI. CONCLUSIONS

Coordination of surge protectors is feasible with existing devices, even if
device characteristics vary. The experiments reported in the paper show three
facts from which conclusions can be drawn:

Fact 1. Where a unidirectional current is injected into the ground system
only, the response of the system is an oscillating voltage, at 500 kHz
for the system described.

The equivalent source impedance, as determined by loading the
system, is in the range of 50 to 100 Q for the particular system
investigated.

Without substantial connected loads in the system, the open-circuit
surges appearing at the service entrance propagate along the branch
circuits with very little attenuation.

Coordination of surge suppressors requires a finite impedance to
separate the two devices, enabling the lower voltage device to per-
form its voltage-clamping function while the higher voltage device
performs the energy~diverting function.

The concept that surge voltages decrease from the service entrance
to the outlets is misleading for a lightly loaded system. Rather, the
protection scheme must be based on the propagation of unatten-
uated voltages.

Indiscriminate application of surge protectors may, at best, fail to
provide the intended protection and, at worst, cause disruptive
operation of the suppressors. What is needed is a coordinated ap-
proach based on the recognition of the essential factors governing
devices and surge propagation.
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Significance
Part 6 — Tutorials
Part 8 — Coordination of Cascaded SPDs

This paper was presented as a tutorial aimed at a semiconductor-oriented audience, giving an overview of the origin
of transient overvoltages and of IEEE and IEC documents under consideration in the early eighties, identifying and
categorizing transients. A brief review of available techniques and devices follows, with a description of the
principles of coordinated protection, specific experimental examples, and results reconciling the unknown with the
realities of equipment design.

The themes emphasized that effective protection of sensitive electronic equipment is possible through a systematic
approach where the capability of the equipment is compared to the characteristics of the environment, a basic tenet
of the electromagnetic compatibility documents. As more field experience is gained in applying these documents to
equipment design, the feedback loop can be closed to ultimately increase the reliability of new equipment at
acceptable costs, while present problems may also be alleviated based on these new findings in the area of
transient overvoltages.
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ABSTRACT

Transient overvoltages are no longer an unknown threat
to the successful application of power conversion equipment,
thanks to the availability of protective techniques and
devices. This paper presents an overview of the origin of
transient overvoltages and of recent IEEE and IEC docu-
ments identifying and categorizing transients. A brief review
of available techniques and devices follows, with a descrip-
tion of the principles of coordinated protection, specific
experimental examples, and results reconciling the unknown
with the realities of equipment design.

INTRODUCTION

Since the introduction of semiconductors, transient over-
voltages have been blamed for device failures and system
malfunctions. Semiconductors are, indeed, sensitive to over-
voliages. However, daia have been coiiected for several
years on the occurrence of overvoltages, to the point where
the problem is now mostly a matter of economics and no
longer one of lack of knowledge on what the environment of
power systems can inflict to poorly protected semiconductor
circuits. This statement may represent a slight over-
simplification of the general problem because the environ-
ment is still defined in statistical terms, with unavoidable
uncertainty as to what a specific power system can impress on
a specific piece of power conversion equipment.

The IEEE has published a Guide (1) describing the
nature of transient overvoltages (surges) in low-voltage ac
power circuits. This Guide provides information on the rate
of occurrence, on the waveshape, and on the energy
associated with the surges, as a function of the location
within the power system. In addition, the IEC has issued a
report concerning insulation coordination (2), identifying
four categories of installations, with a matrix of pOwer sys-
tem voltages and overvoltages specified for controlled situa-
tions. Other groups have also proposed test specifications,
some of which are now enshrined in standards that may be
applied where they are really not applicable, but have been
applied because no other information was available at the
time.

At this time, the environment seems to be defined with
sufficient detail. However, there is still a lack of guidance on
how to proceed for specific instances, and circuit designers
may feel that they are left without adequate information to
make informed decisions on the selection of component
characteristics in the field of overvoltage withstand or protec-
tion. This situation has been recognized, and various groups

concerned with the problem are attempting to close the gap
by preparing application guides which will provide more
specific guidance than a mere description of the environ-
ment, although that description in itself is already a consider-
able step forward.

One of the difficulties in designing a protection scheme in
the industrial world of power conversion equipment is the
absence of an overall system coordinator, in contrast to the
world of electric utilities, for instance, which are generally
under the single responsibility of a centralized engineering
organization. The user of power conversion equipment is
likely to purchase the material from a supplier independently
of other users of the same power system, and coordination
of overvoltage protection is generally not feasible under
these conditions. Worse yet, an uncoordinated application of
surge suppressors can lead to wasteful or ineffective resource
allocation, since independent users would each attempt to
provide protection in adjacent systems or independent
designers would provide protective devices in adjacent sub-
systems.

To shed more light on this situation, this paper will briefly
review some of the origins of transient overvoltages, with
reference to recently published IEEE and IEC documents,
which provide guidance on the environment. Techniques
and protective devices will then be discussed, and examples
of coordinated approaches presented.

THE ORIGIN OF TRANSIENT OVERVOLTAGES

Two major causes of transient overvoltages have long
been recognized: system switching transients, and transients
triggered or excited by lightning discharges (in contrast to
direct lightning discharges to the power systems, which are
generally quite destructive, and against which total protection
may not be economical in the average application). System
switching transients can involve a substantial part of the
power system, as in the case of power factor correction
capacitor switching operations, disturbances following restora-
tion of power after an outage, and load shedding. However,
these do not generally involve large overvoltages (more than
two or three per unit), but may be very difficult to suppress
since the energies are considerable. Local load switching,
especially if it involves restrikes in switchgear devices, will
produce higher voltages than the power system switching,
but generally at lower energy levels. Considering, however,
the higher impedances of the local systems, the threat to sen-
sitive electronics is quite real, and only a few conspicuous
case histories of failures can cast an adverse shadow over a
large number of successful applications.



VOLTAGE LEVELS

ifferent approaches have been proposed to define
voltage levels in ac power systems. At this time, the diver-
gences have not yet been reconciled, as each proposal has its
merits and justification. The IEEE approach involves reciting
a rate of occurrence as a function of voltage levels, as well as
of exposure in systems that do not necessarily use protective
devices. The IEC approach indicates only a maximum level
for each location category, but no higher values are expected
because this approach implies the application of protective
devices. These two proposals will be quoted in the following
paragraphs.

The IEEE Guide (IEEE Std 587-1980)

Data collected from a number of sources led to plotting a
set of lines representing a rate of occurrence as a function of
voltage for three types of exposures in unprotected circuits
(Figure 1). These exposure levels are defined in general
terms as follows:

e Low Exposure — Systems in geographical areas known
for low lightning activity, with little load switching
activity.

e Medium Exposure — Systems in geographical areas
known for high lightning activity, with frequent and
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e High Exposure — Rare but real systems supplied by long
overhead lines and subject to reflections at line ends,
where the characteristics of the installation correspond
to high sparkover levels of the clearances.

"1t is essential to recognize that a surge voltage observed
in a power system can be either the driving voltage or the
voltage limited by the sparkover of some clearance in the
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the overvoltages

Figure 1. Rate of surge occurrence versus voltage level in

unprotected circuits from IEEE Std 587

system. Hence, the term unprotected circuit must be under-
stood to be a circuit in which no low-voltage protective
device has been instalied, but in which clearance sparkover
will eventually limit the maximum voltage. The distribution
of surge levels, therefore, is influenced by the surge-
producing mechanisms as well as by the sparkover level of
clearances in the system.

The voltage and current amplitudes presented in the
Guide attempt to provide for the vast majority of lightning
strikes but should not be considered as ‘‘worst case,”’ since
this concept cannot be determined realistically. One should
think in terms of the statistical distribution of strikes, accept-
ing a reasonable upper limit for most cases. Where the
consequences of a failure are not catastrophic but merely
represent an annoying economic loss, it is appropriate to
make a tradeoff of the cost of protection against the like-
lihood of a failure caused by a high but rare surge.

The IEC Approach (IEC Report 664, 1980)

In a report dealing with clearance requirements for insula-
tion coordination purposes, the IEC Subcommittee SC/28A
recommends a set of impulse voltages to be considered as
representative of the maximum occurrences at different
points of a power system and at levels dependent upon the
system voitage (Tabie I). The report is not primarily con-
cerned with a description of the environment, but more with
insulation coordination of devices installed in these systems.
This approach rests entirely on the establishment of con-
trolled levels in a descending staircase, as the wiring systems
progress within the building away from the service entrance.

The fundamental assumption made in establishing the
levels of Table I is that a decreasing staircase of overvoltages
will evolve from the outside to the deep inside of a building
(system), either as the result of attenuation caused by the
impedance network, or by the installation of overvoltage lim-
iters at the interfaces.

If the descending staircase of voltages is provided by a
surge protective device at each interface, it must be recog-
nized that the successive devices will interact; the situation is
not one of one-way propagation of the surges. Indeed, a
protective device installed, say, at the III/II interface might
be so close (electrically) to the device at interface IV/III that
it could prevent the latter from operating; in other words,
the I11I/1I device might face the surge duty normally expected
to be handled by the IV/IIl device. Thus, a vital aspect in
the selection of interface devices is that of ensuring proper
coordination.

Table I
PREFERRED SERIES OF VALUES OF IMPULSE

WITHSTAND VOLTAGES FOR RATED VOLTAGES
BASED ON A CONTROLLED VOLTAGE SITUATION

Voltages line-to-earth Preferred series of impulse withstand
derived from rated voltages in installation categories
system voltages, up to:
(V rms and dc) I 11 111 v
50 330 550 800 1500
100 500 800 1500 2500
150 800 1500 2500 4000
300 1500 2500 4000 6000
600 2500 4000 6000 8000
1000 4000 6000 8000 12000




In both the IEEE standard and the IEC report, the
assumption has been made that the surge is impinging the
power system through the service entrance and is occurring
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between phase and earth. Experience has shown that a fre-
quent cause of distress is the voltage differences existing
between conductors reputed to be at ground potentiai; in
fact, one of them is elevated above the other by the flow of
surge current. This situation, not addressed in either docu-
ment, needs to be recognized and dealt with on an individ-
ual, case-by-case basis, lest a false sense of security be
created by restricting the protection to the power service
entrance.

WAVESHAPE OF THE
TRANSIENT OVERVOLTAGES

Observations in different locations (3-6) have established
that the most frequent type of transient overvoltage in ac
power systems is a decaying oscillation, with frequencies
between S and 500 kHz. This finding is in contrast to earlier
attempts to apply the unidirectional double exponential
voltage wave, generally described as 1.2/50, although the
unidirectional voltage wave has a long history of successful
application in the field of dielectric withstand tests and is rep-
resentative of the surges propagating in transmission systems
exposed to lightning. The IEEE Guide recommends two
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waveshapes, one for the indoor cnvironmcnt, and one for

the outdoor and near-outdoor environment (Figure 2). Not
only is a voltage impulse defined, but the discharge current,
or short-circuit current of a test generator used to simulate
these transients, is also defined in the IEEE document.

~The oscillatory waveshape simulates those transients
affecting devices that are sensitive to dv/dt and to voltage
reversals during conduction (7). The unidirectional voltage
and current waveshapes, based on long-established ANSI
standards for secondary valve arresters, simulate the tran-
sients where energy content is the significant parameter.

ENERGY AND SOURCE IMPEDANCE

The energy involved in the interaction of a power system
with a surge source and a surge suppressor will divide
between the source and the suppressor in accordance with
the characteristics of the two impedances. In a gap-type
suppressor, the low impedance of the arc after sparkover

forces most of the energy to be dissipated elsewhere, e.g., in
the power system series impedance or in a resistor added in

series with the gap for limiting the power-follow current.

an energy- absorber suppressor, by its very nature, a substan-
tial share of the surge energy is dissipated in the suppressor,
but its clamping action does not involve the power-follow
energy resulting from the short-circuit action of a gap. It is,
therefore, essential to the effective use of suppression
devices that a realistic assumption be made about the source
impedance of the surge whose effects are to be duplicated.

In
i

Unfortunately, not enough data have been collected on
what this assumption should be for the source impedance of
the transient. Standards or recommendations either ignore
the issue, such as MIL STD-1399 or the IEC Report 664 in
its present published form,* o1 they sometimes indicate
values applicable to limited cases, such as the SWC test for
electronic equipment operating in high-voltage substa-
tions (8). The IEEE Guide attempts to relate impedance
with three categories of locations, A, B, and C. For most
industrial environments, Categories A or B will apply;
Category C is intended for outdoor situations (Table II).

MATCHING THE ENVIRONMENT
WITH THE EQUIPMENT

On the basis of the various documents mentioned in the
preceding paragraphs, an equipment designer or user can
take a systematic approach to matching the transient over-
voltage capability of the equipment with the environment in
which this equipment is to be installed. This design may
involve tests to determine the withstand levels (9), some
measurements and/or anatysis to determine the degree of
hostility of the environment, and a review of available pro-
tective devices. The latter will be discussed in the following
paragraphs.

Transient Suppressors

Two methods and types of devices are available to
suppress transients: blocking the transient through some
low-pass filter, or diverting it to ground through some non-
linear device. This nonlinearity may be either a frequency
nonlinearity (high-pass filter) or a voltage nonlinearity

* Continuing studies by the IEC SC/28A Working Group are now

addressing this issue, and additional publications are anticipated.
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(clamping action or crowbar action). In this paper, a majority
of the discussion wiil center on the latier type, since voitage

r-lammnu devices or crowbar devices are the most f'rpnnpnflv

........ mosi Irequenily

used (10)‘

Voltage-clamping devices have a variable impedance,
depending on the current flowing through the device or the
voltage across its terminals. These components show a non-
linear characteristic, i.e., Ohm’s law E=RI, can be applied
but the equation has a variable R. Impedance variation is
monotonic and does not contain discontinuities, in contrast
to the crowbar device which shows a turn-on action. As far
as volt-ampere characteristics of these components are con-
cerned, they are time-dependent to a certain degree. How-
ever, unlike sparkover of a gap or triggering of a thyristor,
time delay is not involved here.

When a voltage-clamping device is installed, the circuit
remains unaffected by the device before and after the tran-
sient for any steady-state voltage below clamping level.
Increased current drawn through the device as the voltage
attempts to rise results in voltage clamping action. Increased
voltage drop (/Z) in the source impedance due to higher
current resuits in the apparent clamping of the voltage. It
should be emphasized that the device depends on the source
impedance, Z, to produce the clamping. A voltage divider
action is at work where one sees the ratio of the divider not
constant, but changing (Figure 3). The ratio is low, how-
ever, if the source impedance is very low. The suppressor
cannot work at all with a limit zero source impedance. In
contrast, a crowbar-type device effectively short-circuits the
transient to ground. Once established, however, this short
circuit will continue until the current (the surge current as
well as any power-follow current supplied by the power sys-
tem) is brought to a low level.

zv
Vg = + Zg Voc

Figure 3. Voltage clamping action of a suppressor
The crowbar device will often reduce the line voltage
below its steady-state value, but a voltage clamping device
will not. Substantial currents can be carried by the crowbar
suppressor without dissipating a considerable amount of
energy within the suppressor, since the voltage (arc or
forward-drop) during the discharge is held very low. This
characteristic constitutes the major advantage of these
suppressors. However, limitations in volt-time response,
power-follow, and noise generation are the price paid for this
advantage. As voltage increases across a spark-gap,
significant conduction cannot take place until transition to the
arc mode has taken place by avalanche breakdown of the gas
between the electrodes. The load is left unprotected during
the initial rise due to this delay time (typically in
microseconds). Considerable variation exists in the spark-
over voltage achieved in successive operations, since the pro-
cess is statistical in nature. For some devices, this sparkover
voltage can also be substantially higher after a long period of

rest than after successive discharges. From the physical
nature of the process, it is difficuit to produce consistent
sparkover voltage for low voltage ratings. This difficulty is
increased by the effect of manufacturing tolerances on very
small gap distances. This difficulty can be alleviated by filling
the tube with a gas having lower breakdown voltage than air.
However, if the enclosure seal is lost and the gas is replaced
by air, this substitution creates a reliability problem because
the sparkover of the gap is then substantially higher.

Another limitation occurs when a power current from the
steady-state voltage source follows the surge discharge
(follow-current or power-follow). In ac circuits, this power-
follow current may or may not be cleared at a natural current
zero. In dc power circuits, clearing is even more uncertain.
Additional means must, therefore, be provided to open the
power circuit if the crowbar device is not designed to provide
self-clearing action within specified limits of surge energy,
system voltage, and power-follow current.

A third limitation is associated with the sharpness of the
sparkover, which produces fast current rises in the circuits
and, thus, objectionable noise. A classic example of this
kind of disturbance is found in oscillograms recording the
sparkover of a gap where the trace exhibits an anomaly before
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introduced in the oscilloscope circuits to provide an advanced
trigger of the sweep. What the trace shows is the event
delayed by a few nanoseconds, so that in real time, the gap
sparkover occurs while the trace is still writing the pre-
sparkover rise. Another, more objectionable effect of this
fast current change can be found in some hybrid protective
systems. Figure 5 shows the circuit of such a device, as
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Figure 4. Interference to oscilloscope circuits caused by

gap sparkover
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Figure S. Hybrid protector with gap



found in the commerce. The gap does a very nice job of suppressor a

n
discharging the impinging high-energy surges, but the mag- the error is directly reflecied in the amount of energy which
netic field associated with the high di/dr induces a voltage in the suppressor has to absorb. At worst, when surge currents
the loop adjacent to the secondary suppressor, adding what in excess of the suppressor capability are imposed by the
can be a substantial spike to the expected secondary clamping environment, because of an error made in the assumption or
voltage. Consequently, most electronic circuits are better because nature tends to support Murphy’s law or because of
protected with voltage clamping suppressors than with human error in the use of the device, the circuit in need of
crowbars, but sometimes the energy deposited in a voltage protection can generally be protected at the price of failure in
clamping device by a high current surge can be excessive; a the short-circuit mode of the protective device. However, if
combination of the two devices can provide effective protec- substantial power-frequency currents can be supplied by the
tion at optimum cost. However, this combined protection power system, the fail-short protective device generally ter-
must be properly coordinated to obtain the full advantage of minates as fail-open when the power system fault in the
the scheme. The following paragraphs will discuss some of failed device is not cleared by a series overcurrent protective
the basic principles of coordination and provide some device (fuse or breaker). Note that in this discussion, the
examples of applications. term ‘‘fail-safe’’ has carefully been avoided since it can mean

opposite failure modes to different users. To some, fail-safe
PROTECTION COORDINATION means that the protected hardware must never be exposed to

an overvoltage, so that failure of the protective device must
be in the fail-short mode, even if it puts the system out of
operation. To other users, fail-safe means that the function
must be maintained, even if the hardware is left temporarily
unprotected, so that failure of the protective device must be
in the open-circuit mode.

One of the first concepts to be adopted when considering
a coordinated scheme is that current, not voliage, is the
independent variable involved. The physics of overvoltage
generation involve either lightning or load switching. Both
are current sources, and it is only the voltage drop associated
with the surge current flow in the system impedance which
appears as a transient overvoltage. Perhaps a long history of
testing insulation with voltage impuises has reinforced the
erroneous concept that voltage is the given parameter. Thus
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EXAMPLES OF COORDINATED
SURGE PROTECTION

overvoltage protection is really the art of offering low Retrofit of a Control Circuit Protection

impedance to the flow of surge currents rather than attempting In this case history, a field failure problem was caused by
to block this flow through a high series impedance. In com- lack of awareness (on the part of the circuit designer) of the
bined approaches, a series impedance is sometimes added in degree of hostility in the environment where the circuit was
the circuit, but only after a low impedance diverting path has to be installed. A varistor had been provided to protect the
first been established. control circuit components on the printed circuit board, but

its capability was exceeded by the surge currents occurring in
a Category B location (Table II). To the defense of the cir-
cuit designer, however, it must be stated that the data of
Table 11 were not available to him at the time.

When the diverting path is a crowbar-type device, little
energy is dissipated in the crowbar, as noted earlier. In a
voltage clamping device, more energy is deposited in the
device, so that the energy handling capability of a candidate

suppressor is an important parameter to consider when Since a number of devices were in service, complete

designing a protection scheme. With nonlinear devices, an redesign was not possible, and a retrofit — at an acceptable

error made in the assumed value of the current surge pro- cost — had to be developed. Fortunately, the power con-

duces little error on the voltage developed across the sumption of this control circuit was limited so that it was
Table I1

RECOMMENDED VALUES FROM IEEE STD 587

Surge Voltages and Currents Deemed to Represent the Indoor Environment
and Recommended for Use in Designing Protective Systems

Energy (joules)

ul Type Deposited in a Suppressor*
Comparable to Impulse of Specimen with Clamping Voltage of
Location IEC No 664 Medium Exposure or Load 500V 1000V
Category Category Waveform Amplitude Circuit (120 V System) (240 V System)
A Long branch R
c 6 kV High impedanceT — —
Circuits and n 0.5 us-100 kHz 200 A Low impedance®, § 0.8 1.6
outlets
B Major feeders, 1.2 X 50 ps 6 kv High impedancet — —
short branch I 8 X 20 us 3 kA Low impedance’:_ 40 80
circuits, and 6 kv High impedance’ — —
load center 0.5 us-100 kHz 500 A Low impedance®, § 2 4

*Other suppressors having different clamping voltages would receive different energy levels.

TFor high-impedance test specimens or load circuits, the voltage shown represents the surge voltage. In making simulation tests, use
that value for the open-circuit voltage of the test generator.

¥For low-impedance test specimens or load circuits, the current shown represents the discharge current of the surge (not the short-
circuit current of the power system). In making simulation tests, use that current for the short-circuit current of the test generator.

§The maximum amplitude (200 or 500 A) is specified, but the exact waveform will be influenced by the load characteristics.



possible to insert some series impedance in the line, ahead of
the low-capacity varistor, while a higher capacity varistor was
tory proof-test of the retrofit demonstrated the capability of
the combined scheme to withstand 6 kA crest current surges
(Figure 7A) and a 200% margin from the proposed
Category B requirement, as well as reproduction of the field
failure pattern (Figure 7B). The latter is an important aspect
of any field problem retrofit. By simulating in the laboratory
the assumed surges occurring in the field (Table II),
verification of the failure mechanism is the first step toward
an effective cure. Figure 7C illustrates the effect of improper
installation of the suppressor, with eight inches of leads
instead of a direct connection across the input terminals of
the circuit.
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Figure 6. Retrofit protection of control circuit

Coordination Between a Secondary Surge Arrester and a
Varistor

- In this example, the objective was to provide overvoltage
protection with a maximum of 1000 V applied to the pro-
tected circuit, but to withstand current surges on the service
entrance of magnitudes associated with lightning, as defined
in ANSI C62.1 and C62.2 standards for secondary arresters.
The only arresters available at the time which could with-
stand a 10 kA crest 8/20 s impulse had a protective (clamp-
ing) level of approximately 2200 V (12). Some distance was
available between the service entrance and the location of the
protected circuit, so that impedance was in fact inserted in
series between the arrester and the protected circuit where a
varistor with lower clamping voltage would be installed. The
object was to determine the current level at which the
arrester would spark over for a given length of wire between
the two protective devices, relieving the varistor from the
excessive energy that it would absorb if the arrester would
not spark over.

A circuit was set up in the laboratory (13), with 8 m
(24 ft) of #12 (2.05 mm) two-wire cable between the
arrester and the varistor. The current, approximately
8/20 us impulse, was raised until the arrester would spark-
over about half of the time in successive tests at the same
level, thus establishing the transfer of conduction from the
varistor to the arrester. Figure 8A shows the discharge
current level required from the generator at which this
transfer occurs. Figure 8B shows the voltage at the varistor
when the arrester does not spark over. Figure 8C shows the
voltage at the arrester when it sparks over; this voltage
would propagate inside all of the building if there were no
suppressor added. However, if a varistor is added at eight
meters, the voltage of Figure 8C is attenuated to that shown
in Figure 8D, at the terminals of the varistor.
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Figure 7.

Upper trace: Voltage across
V150LA1 varistor on PC board,
200 V/div.

Lower trace: Applied surge current,
2000 A/div.

Sweep speed: 10 us/div.

i L L " " 4 " 4

Additional surge protection removed:
V150L.A1 varistor on PC board is
the only protection.

Upper trace: Voltage across
VI150LA1 varistor
Lower  trace: Varistor  current

200 A/div. Sparkover occurs at
about 700 A: 60 Hz power-follow
destroys the PC board.

Sweep speed: 10 us/div.
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Same as A, but with varistor
mounted on eight-inch leads from
terminal board.

effectiveness

Laboratory demonstration of retrofit
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Matching Suppressor Capability to the Environment

It is a recognized fact that varistors exhibit, as do many
other components, an aging characteristic, so that a finite life
can be predicted. Most manufacturers provide information

on this aspect of application, and iEEE standards identify this

m tinn tegtg (14)
parameter as one of the significant evaluation tests (14).

Carroll has shown (15) how statistical information presented
in IEEE Std 587 can be combined with Pulse Lifetime Rat-
ings published by manufacturers (16) to arrive at a rational
selection of device ratings, with a specific life goal, in a cost-
effective manner.

However, these ratings are generally expressed as a
number of pulses of constant value, e.g., the rated life of a
given varistor may be 1 pulse of 6 kA at 8/20, 10 pulses at
2 kA, 1000 pulses at 500 A, and so forth. But since the
surges encountered in real life have a range of values at a
slope of probability versus magnitude described by Figure 1,

different values rather than the constant pulses implied by
the manufacturer’s pulse lifetime rating.

The method described ku Carroll in the 1

provides a computation that can be applied in general terms,
but repeating it here would be too lengthy. Rather, we will
take two examples of application and develop a table showing
how the Puise Lifetime Ratings can be combined with the
data from IEEE Std 587 to make a reasonable estimation of
the rated life consumption. The computations shown in the
tables have been made with four digits for the sake of allow-
ing a check of the arithmetic, but the base data are far from
four significant digits in their accuracy, and the numbers are
read from curves with rather coarse logarithmic scales. How-
ever, these examples do illustrate the method and the results
that can be expected.
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The first task is to convert the voltage surge density prob-
ability of Figure 1 into a histogram of surge currents. A
family of surge voltage cells can be defined from the Figure |
line, with the density read at the center of the cell. The
number of occurrences for any cell is then the value of the
ordinate of the line, minus the number of total occurrences
of all cells to the right of the cell of interest. In the compu-
tations of Table III, this conversion is shown in the first
three columns, indicating the voltage level at the cell center,
the number per year, and the number of occurrences per

-----

From the description of the Category B in IEEE Std 587,
one can deduce an implied source impedance of 6 kV/3 kA
for a surge or 8/20 us, or 2 Q as the most severe in
Category B. The current that will flow in a varistor con-
nected at this Category B location is then the surge voltage,
minus the varistor clamping voltage, divided by the 2 Q
source impedance of the surge. The varistor clamping volt-
age can be determined if the current is known, so an itera-
tion would be required to obtain the clamping voltage. How-
ever, one can assume a clamping voltage, and later check the
validity of the assumption against the resulting current

one must consider the effect of this array of pulses with

Table 111

obtained.

LIFE CONSUMPTION — 14 mm, 130 V RMS VARISTOR,
CATEGORY B, LOW EXPOSURE

The fourth column of Table Il shows

Assumed
Voltage Number Total clamping  Available Surge current Rated number po oo e
surge per occurrences voltage of driving @20 of puls.es consumed
level year per year at varistor voltage A for this per year
\" above level level v surge current
3000 0.01 0.01 500 2500 1250 7 0.14
2500 0.02 0.01 480 2020 1010 10 0.10
1700 0.10 0.08 450 1250 625 70 0.11
1300 0.20 0.10 420 880 440 500 0.02
900 1 0.80 400 500 250 2000 0.04
700 2 1 380 320 160 10 000 0.01
500 10 8 370 230 115 80 000 0.01
Cumulative life consumption per year 0.43
Time to reach rated life, years 232



voltage, hence the value of the available driving voltage in
the next column, and the resulting surge current value,
assumed to be an 8/20 us waveshape.

Turning then to the published Pulse Lifetime Ratings,
one can read the rated number of pulses corresponding to
the surge current for each cell. Table Il is computed with
the ratings for a 14 mm varistor (Figure 9a); Table IV is
computed for a 32 mm varistor (Figure 9b). Note that this
“rated life’” is defined as the condition reached when the
varistor nominal voltage has changed by 10%; this is not the
end of life for the varistor, but only an indication of some
permanent change beginning to take place. The varistor has
still retained its voltage clamping capability at this point.

For each level of surge current, the number of pulses is
read on the family of curves of Figures 9a or 9b, along the
vertical axis, since these are 8/20 us impulses. The number
of pulses with constant amplitude is shown in the next-to-last
column of Table III. We can now define, for each level, the
percentage of life consumed for one year of exposure at that
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will be 0.01 surges of 1010 A per year, with 10 allowed by
the ratings. Therefore, in percent, the life consumption is
(0.01/yr x 100)/10, or 0.10%. Likewise, taking the 900 V
level, the consumption is (0.8/yr x 100)/2000 = 0.04%.
The total of these life consumptions at all cell levels is then
0.43% of the rated life in one year, yielding an estimated
232 years for this 14 mm varistor to reach its rated life in the
Low-Exposure Category B environment.

Similar computations for a 32 mm varistor in a
Category B, Medium Exposure, are shown in Table IV. In
the case of this ‘‘Medium Exposure,”” we note the high fre-
quency of occurrences below 3000 V, reflecting the *‘fre-
quent and severe switching transients’ cited in the IEEE
definition of Medium Exposure. Thus, a still very conserva-
tive estimate would be that as many as half of the
occurrences would be due to lightning, with the attendent
8/20 us high energy surges, while the other half would be
switching transients, having a lower energy content than the
8/20 us surges accounted in this computation, being oscilla-
tory as typified by the 0.5 us — 100 kHz wave. This
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End of lifetime 1s defined as a degradation failure which occurs when the

device exhibits a shift in the varistor voltage at one (1) milliampere in excess

of + 10% of the ynitial value. This type of failure is normally a result of a
decreasing V1 value, but does not prevent the device from continuing to tunction.

However, the varistor will no longer meet the originat specifications

Figure 9. Pulse lifetime ratings

translates to 13 surges of 760 A, 35 surges of 525 A, and 250
surges of 285 A, still a high number of lightning surges and
therefore certainly conservative. Using this conservative
estimate of half of the low-magnitude surges and all of the
high-magnitude surges being 8/20 us lightning-related
surges, the computation of Table IV yields 21 years to reach
rated life for the 32 mm varistor. In this case, where the
rated life is reached earlier, it should be pointed out that the
results are strongly influenced by the assumption made for
the source impedance. Using the IEEE 587 implied value of

Table IV

LIFE CONSUMPTION — 32 mm, 150 V RMS VARISTOR,
CATEGORY B, MEDIUM EXPOSURE

Voltage Number Total Occurrences Clamping  Available Surge Rated number Percent
surge per occurrences due to voltage driving current of pulses for life
10000 0.08 0.08 0.08 580 9420 4710 15 0.54

6000 0.2 0.12 0.12 550 5450 2725 50 0.24
5000 1 0.8 0.80 520 4480 2240 90 0.89
3000 4 3 3 500 2500 1250 400 0.75
2000 30 26 13 480 1520 760 2000 0.65
1500 100 70 35 450 1050 525 4000 0.88
1000 600 500 250 430 570 285 30000 0.84
Cumulative life consumption per year 4.79
Time to reach rated life, years 21



2 Q leads to these conservative results. For example, the

FCC test for communication equipment interfacing with

power lines (17) implies a 2.5 Q) source impedance. Current
studies for complementary data to the IEC Report 664 make
the assumption of a surge originating on the primary of a dis-
tribution transformer, with a 63  source impedance, yield-
ing currents of less than 1 kA available at the service
entrance interface. Thus, there is still room for more precise
definitions of the source impedance, but we should recognize
that any attempt to make broad generalizations will always
encounter the contradiction of some special cases.

CONCLUSION

Effective protection of sensitive electronic equipment is
possible through a systematic approach where the capability
of the equipment is compared to the characteristics of the
environment. The combined efforts of several organizations
have produced a set of data which provide the circuit
designer with reasonable information, albeit not fine
specifications, on the assumptions to be made in assessing
the hostility of the environment. With the publication of the
IEEE Guide, and of application guides in the near future, we
can expect better knowledge of the power system environ-
ment. As more field experience is gained in applying these

nnnnn tha fandlennal. PR,
documents to equ:pment dualsu, the feedback lUUp can be

closed to ultimately increase the reliability of new equipment
at acceptable costs, while present problems may also be
alleviated based on these new findings in the area of tran-
sient overvoltages.
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Significance
Part 8 — Coordination of cascaded SPDs

The early nineties were marked by the emergence of concerns about the coordination of cascaded SPD in the midst
of “common wisdom” that voltage surges impinging upon the service entrance of a building would inherently become
less severe as they propagate and divide among the branch circuit of the installation. That perception was reinforced
by the publication in 1980 of an IEC Standard on insulation coordination that figured prominently a “staircase” of
descending surge voltage levels. As a result of that perception, proposals were made to provide a service entrance
SPD with a limiting voltage higher than the limiting voltage of the SPDs installed at the point-of-use receptacles.

Numerical simulations and measurements on actual SPDs demonstrated the pitfalls of that perception. For an
effective coordination to occur — service entrance SPD diverting the bulk of the surge current and point-of-use SPD
mitigation as needed — the service entrance SPD cannot have a substantially higher limiting voltage than the point-of-
use SPD, lest the latter take on the bulk of the energy. The inductance of the wiring between the service entrance
can add some voltage drop between the two devices, so that an acceptable degree of coordination can still be
achieved if the two device have equal limiting voltages.

The redeeming effect of the wiring inductance is of course dependent upon the waveform of the impinging current
surge, as well as the length of the branch circuit. The relationships of these parameters are explored in the
computations and experiments reported in the paper.
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Abstract - Cascading two or more surge-protective
devices located respectively at the service entrance of a
building and near the sensitive equipment is intended to
ensure that each device shares the surge stress in an
manner commensurate with its rating, to achieve reliable
protection of equipment against surges impinging from
the utility supply as well as internally generated surges.
" However, depending upon the relative clamping voltages
of the two devices, their separation distance, and the
waveform of the impinging surge, coordination may or
may not be effective. The paper reports computations
confirmed by measurements of the energy deposited in
the devices for combinations of these three parameters.

Introduction

Recent progress in the availability of surge-protective
devices, combined with increased awareness of the need
to protect sensitive equipment against surges, has
prompted the application of a multi-step cascade
protection scheme. In this scheme, a high-energy surge-
protective device is installed at the service entrance of a
building to divert the major part of the surge energy.
Then, surge-protective devices with lower energy-
handling capability and lower clamping voltage than that
of the service entrance, are installed downstream near.or
at the equipment and complete the protection.

To make the distinction between these two devices, we
will call the service entrance device ‘arrester’ and the
downstream device ‘suppressor’. Such a scheme is
described as ‘coordinated’ if, indeed, the device with
high energy handling capability receives the largest part
of the total energy involved in the surge event.

Sommaire - Le montage en cascade de plusieurs
parafoudres, respectivement & larrivée du secteur et au
voisinage du matériel a protéger est envisagé dans le but
d’assurer que chaque dispositif prenne une part de la
contrainte totale associée au transitoire qui corresponde
bien a la valeur nominale de chacun. Cette disposition
permet d’assurer la fiabilité de la protection contre les
transitoires d’origine extérieure aussi bien que ceux
produits par le matériel adjacent. Cette communication
donne les résultats de calculs, confirmés par des
mesures, pour un ensemble de niveaux d’écrétage
relatifs; de distances séparant les dispositifs, et de la
Sforme d’onde postulée pour le transitoire.

This scenario was initially based on the technology of
secondary surge arresters prevailing in the 1970s and
early 1980s, as well as on the consensus concerning the
waveform and current levels of representative lightning
surges impinging on a building service entrance. With
the emergence of new types of arresters for service
entrance duty and the recognition of waveforms with
greater duration than the classic 8/20 us impulse, a new
situation arises that may invalidate the expectations on
the cascade coordination scenario.

Service entrance arresters were generally based on the
combination of a gap with a nonlinear varistor element,
the classic surge arrester design before the advent of
metal-oxide varistors (MOV) that made gapless arresters
possible. With a gap plus varistor element, the service
entrance arrester could easily be designed with a 175-V
Maximum Continuous Operating Voltage (MCOV) in a
120-V (rms) system. The downstream suppressors were



selected with a low level, driven by the perception that
sensitive equipment requires a low protective level
[1]. The scheme can work if there is a series
impedance (mostly inductance) between the arrester and
the suppressor, because the inductive drop in the series
impedance, added to the clamping voltage of the
suppressor, becomes high enough to sparkover the
arrester gap. Thereafter, the lower discharge voltage of
the arrester (made possible by the gap) ensures that the
major part of the surge energy is diverted by the
arrester, relieving the suppressor from the heavy duty
21

This concept was in complete harmony with the
‘Installation Category’ concept of IEC Pub 664-1980
[3] which featured a descending staircase of voltages,
starting with the ‘uncontrolled situation’ at the building
service entrance, with several lower levels within the
building (Figure 1). The lower levels would be
achieved, according to IEC 664, by means of the natural
attenuation caused by the multiple branch circuits, or by
a deliberate interface - a surge-protective device.
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Figure 1

Installation Categories according to
IEC Pub 664-1980 [3]

On the other hand, the ANSI/IEEE C62.41-1980 Guide [4]
(updated as a Recommended Practice in 1991) defined a
set of ‘Location Categories’ within a building.
According to that concept, constant voltage levels are
maintained downstream of the service entrance, but the
current levels decrease. That concept was based on
recognition that the wiring inductance would decrease
the available surge current at locations deeper into the
building - for the 8/20 us current waveform then
universally postulated to be representative. Thus, the

stage was set for a mind-set of decreasing surge energy

as the wiring progresses through the building, away
from the service entrance.

The new situation

With the emergence of MOV-based, gapless arresters,
a new situation has been created. The Maximum
Continuous Operating Voltage of the arrester will
determine its clamping level. Some utilities wish to
ensure survival of the arrester under the condition of a
lost neutral, that is, twice the normal voltage for a
single-phase, three-wire service connection. For three-
phase systems in which devices are connected between
phases and ground (protective earth), the usual practice
is to rate these devices for the line-to-line voltage in
order to provide for the case of one corner of the delta
being at ground, or the case of undefined voltage
between neutral and ground.

This survival wish is a motivation for selecting an
arrester clamping voltage corresponding to 1.7 to 2
times the single-phase voltage. Meanwhile, if single-
phase equipment, typical of home electronic systems
(‘domotique’ in French) are perceived to be sensitive,
there will be a tendency to protect them with the lowest
possible clamping voltage.

This situation sets the stage for a ‘High-Low’
combination where the arrester clamping voltage is
higher than that of the suppressor [5S]. During the
ascending portion of a relatively steep surge such as the
8/20 us, the inductive drop may still be sufficient to
develop enough voltage across the terminals of the
arrester and force it to absorb much of the impinging
energy. However, during the tail of the surge, the
situation is reversed; the inductive drop is now negative
and thus the suppressor with lower voltage, not the
arrester, will divert the current.

For the new waveforms proposed in C62.41-1991 [6],
this situation occurs for the 10/1000 us where the tail
contains most of the energy, and the relief provided by
the arrester might not last past the front part of the
surge.  An alternate means has been proposed -
‘Low-High’ where the arrester clamping voltage is lower
than that of the suppressor [7],[8]. Thus, a
disagreement has emerged among the recommen-dations
for coordinated cascade schemes: the 1970-1980
perception and Ref [5] suggesting a ‘High-Low’ and the
new ‘Low-High’ suggestion of Refs [7] and [8].

This paper reports the results of modeling the situation
created by the emergence of gapless arresters and longer
waveforms, with the necessary experimental validation.
These results cover a range of parameters to define the
limits of a valid cascade coordination, and will serve as
input to the surge protective device application guides
now under development by providing a reconciliation of
the apparent disagreement, which is actually rooted in
different premises on the coordination parameters.



MOYV Circuit Modeling

The current-voltage (I-V) characteristic of a MOV has
long been represented by a power law, i. e., ] = k V&
[9]. This equation is only applicable in a certain
voltage (current) range in which the I-V characteristic
presents a linear relationship in a log-log plot. For the
high-current region of the characteristic, the current
increment rate starts dropping. This change appears on
the I-V plot as a voltage upturn in the high-current
region. A modified I-V characteristic is proposed here
as expressed in (1).

Izkvae-(V—Vo)[)\-f(V—Vo)] 1)

The coefficients in (1) can be obtained from a curve
fitting technique by minimum-error-norm [10] using
a MOV data book [9] or experimental results. The
parameter k and exponent « can be obtained from fitting
the data in the linear log-log region. The exponential
term is added to cover the voltages higher than a
threshold voltage Vo where the upturn begins and can be
obtained from fitting the I-V characteristics in the higher
current (voltage) region. Using (1), the MOV circuit
model can then be simply represented by a voltage-
dependent current source.

Model parameters in (1) can be obtained from the MOV
data book and verified by experiments. The exponent «
in this model is a function of the MOV voltage rating.
The threshold voltage Vo and coefficients A and { are
functions of the voltage rating and the size. Table 1 lists
the curve fitting data for the equivalent circuit
parameters of three MOVs typical of what might be
considered for a 120-V power system: 130 V for ‘low’,
150 V for ‘medium’, and 250 V for ‘high’. For
European systems with a 220-V single-phase voltage,
similar ratings would be 250 V for a ‘low’, 320 V for a
‘medium’, and 420 V for a ‘high’. Note that the
numerical values of the parameters are unit-dependent,
and are given in Table 1 for units in volts and amperes.

Table 1
Curve fitting resuits for three 20-mm dia MOVs

Rating k a A 4 Vo(V)
130V [4.0°1074] 30 [o0.051|8-10°] 320
150V |3.9+108| 35 |0.053[4-10%] 370
250V [5.7-10'10| 40 | o0.04 |4-10%] 570

In Figure 2, the marked points are the data directly read
from curves in the MOV data book, while the three lines.
are a plot of the computed I-V characteristic é‘ccording
to (1), using the parameters listed in Table 1. Note the
remarkable fit achieved by this model over the range of
interest.
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Figure 2
MOV characteristics obtained from modeling
results

There is a tolerance of + 10% on the actual values
within a given varistor rating. Figure 2 shows the
maximum clamping voltage levels; a device at the low
end of the tolerance band would have a characteristic
20% lower than the data book characteristics. In fact,
the two closely rated cascaded devices (130 V and 150
V) could in some extreme cases become inverted in the
sequence, ‘Low-High’ becoming in reality ‘High-Low’,
as 130 X 1.1 = 143 and 150 X 0.9 = 135.
Furthermore, results (presented below) show that for the
250-150 combination, the difference is so large that a
low-end 250 (225 V) combined with a high-end 150 (165
V3 would not make an appreciable difference in the
energy sharing. Thus, the simulation computations were
performed for all three devices at their nominal values,
with appropriate modification of the parameters in the
model equation.

Simulation of Cascaded Devices
in a Low-Voltage System

Figure 3 shows a typical two-stage cascade surge
protection. The arrester and the varistor are separated
by a distance d determined by the specific installation.
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Figure 3

Configuration of a two-stage cascade



Four different d values, 5 m, 10 m, 20 m, and 40 m
were used in the simulation, with a #12 AWG (1.83-mm
dia.) wire, representative of U.S. practice for 20 A
branch circuits. At the frequencies involved in the
surges considered, inductance is the dominant parameter
and the wire diameter plays only a minor role [11],
so that the resistance of the wire could be neglected.
However, given the flexibility of the model, it was
included.

The complete simulation model, shown in Figure 4,
consists of a surge source I, two voltage-dependent
current sources I, and Ig, and a line impedance between
the two current sources. For three device voltage levels,
there is a total of nine possible cascade combinations as
shown in Table 2.

Table 2
Nine cascade combinations for three devices

Arrester Suppressor
250 V
250 V 150 vV
130 V
250 V
150 V 150 V
130 v
250 V
i30v i50 vV
130 V

Two standard waves from Ref [6] were chosen: the
1.2/50 us - 8/20 us Combination Wave, and the 10/1000
s Impulse Wave. For four distances, two waveforms,
and nine cascade combinations, a total of 72 cases are
reported here. The case of the 100 kHz Ring Wave was
also simulated and tested [12], but is not reported
here because the low energy stress involved in that
waveform will not deposit substantial energy in the
suppressor or the arrester.
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Figure 4
Circuit model for a two-stage cascade

Simulation and Experimental Results - 8/20 Wave

As one example of the combinations that were
stmulated, consider a cascade with 250 V and 130 V
devices separated by 10 m. The simulation results of
the currents flowing in the two devices are shown in
Figure 5, where I, is the total current injected into the
cascade by the surge source of the model, I; is the
arrester current, and I, is the suppressor current.
Figure 6 shows the corresponding device clamping
voltages, V; and V, across the arrester and suppressor
respectively. Figure 7 shows instantaneous powers P,
and P, respectively for the arrester and the suppressor.
By integrating the instantaneous power, the energy
deposited in the arrester and the suppressor were
calculated as 29.7 J and 8.6 J respectively.
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Simulated current responses for 250 V - 130 V
cascade, 10 m separation, 8/20 us applied surge
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Simulated voltage responses for 250 V - 130 V
cascade, 10 m separation, 8/20 us applied surge
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Simulated dissipated power for 250 V - 130 V
cascade, 10 m separation, 8/20 us surge



Table 3 lists the computed results for the 8/20 Wave
simulation, as energy deposition in the arrester (A) and
suppressor (S) for all the combinations of different High
(250 V), Medium (150 V), and Low (150 V) devices as
arrester and suppressor.

Table 3
Energy deposition in the cascaded devices
with a 3-kA 8/20 Wave as the surge source.

Energy deposited in each device {joules) as a

Ratmg of function of separating distance (meters)
Device 5m 10m 20 m 40 m
V)

AlslAa]lstals]als|[aA]s

250(75.9]27.3|83.5[19.9|89.5|14.4[91.7] 9.69
250 f180[22.2[12.0]|29.9]8.52|35.9]5.40|39.8] 3.30
130|21.3[11.9]29.7[8.60(35.3]5.20]40.1]3.30
250 [24.3].005|24.3.006]24.3].007]24.3] 008
150 [460]21.2[4.65]23.1|3.06|24.1]1.93|25.5] .880
130 {19.9]5.16(22.2[3.05|24.1}1.86]|25.0] 1.08
250 {22.9].003]22.9] .003[22.9].004]22.9] .00a
130 1'150[20.2{1.71]|20.8]1.18[21.3|.760(|21.1] .440
130[18.6]|2.92[19.4[1.71]20.3]1.03[20.9].700

Figure 8 shows in graphic form the results of Table 3,
where the lines represent the energy deposited in the
suppressor as percentage of the total surge energy, as a
function of relative clamping voltages and separation
distance. With the scale used in the figure (geometric
distance), the curves are approximately straight lines
over the range. For the High-Low condition, the energy
deposition in the suppressor decreases rapidly when the
separation distance increases. This result explains how
the High-Low configuration can achieve a good
coordination with the 8/20 Wave, provided that there be
sufficient distance between the two devices, as stated in
Ref [5].

When the distance between two devices is reduced, the
energy deposition tends to increase in the suppressor and
decrease in the arrester. This decrease occurs because
the line inductance does not provide enough voltage drop
(L di/dr), and the low clamping voltage of the suppressor
reduces the voltage across the arrester, and thus reduces
the energy deposition level. The total energy deposition
in the two devices also varies with the distance for the
High-Low configuration. In Table 3, the total energy
deposition for the 250-250 combination is near constant
at 103 J for different distances. However, for 250-150
and 250-130 combinations, the total energy deposition
decreases when the distance is reduced, because the

suppressor tends to lower the voltage across the arrester. -

This situation can be explained by the fact that the
impinging surge is defined as a current source, so that
offering it diversion through a device with higher
clamping voltage results in higher energy deposition.
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Figure 8
Relative energy deposited by an 8/20 ys Wave
in the suppressor for arrester-suppressor
combinations of 250 V (H), 150 V (M), or 130 V
{L) ratings, as a function of separation distance

For Low-High configurations such as 150-250 and
130-250 cases, the higher voltage suppressor receives
almost zero energy. The use of the suppressor is near
redundant in this case, except for its application to
mitigate internally generated surges. With closely rated

devices (130-150), the 150-V voltage suppressor also
receives much less energy than the 130-V arrester.

Now tumning to measurements, the same cascade
configuration, 250 V - 130 V with 10-m separation
(Figure 3), was injected with a surge produced by a
Combination Wave generator. The surge generator
delivers an approximation of the standard waveform;
consequently, the waveforms obtained from the
experiment are not exactly the same as the simulated
waveforms. However, the power distribution between
the two devices shows good agreement between the
simulation and the experiment.

Figure 9 shows the experimental results obtained with a
cascade of two devices, 250 V and 130 V, with 10 m of
separation. Oscillograms were recorded for the current,
voltage and power in the two devices, where the
subscript 1 corresponds to the arrester and the subscript
2 to the suppressor. The goal was to produce a 3 kA
impinging surge (I; + I,), but a slightly higher current
(3.3 kA instead of 3 kA in the simulation) was
produced, typical of the sensitivity of nonlinear circuits
to minute changes in the applied voltage. The energy
deposited in each device was computed by integration of
the power (performed by the oscilloscope): 33.8 J in the
arrester and 11.1 J in the suppressor. To compare
simulation and measurement, prorating the simulation
results (from Figure 7) to 3.3 kA would yield 32.7 J and
9.5 J respectively, a satisfactory agreement.
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Figure 9
Experimental results for the 250 V-130 V, 10-m
apart cascade condition.

Simulation and Experiments Results - 10/1000 Wave

Compared to the 8/20 Wave, the 10/1000 Wave has a
slower and longer drooping tail that contains most of the
surge energy. During the long tail period, the inductive
voltage drop between the arrester and the suppressor is
low, and the voltage appearing across the arrester is
reduced by the effect of the suppressor even with long
distances between the two devices. Thus, the High-Low
configuration cannot be coordinated as the high-voltage

arrester will not absorb any impinging energy, but the

suppressor does. Figures 10, 11 and 12 show the
computed current, voltage, and power for the arrester
and for the suppressor under a High-Low (250-130)
simulation for a 200-A peak surge current.

The high-voltage arrester clamps the voltage during the
impulse rising period and draws a small amount of the
current pulse, I;, which is almost invisible in the
computer-generated plot of Figure 10. The power
dissipated in the arrester, Pl’ is also a small pulse that
appears at the rising period as shown in Figure 12. The
low-voltage suppressor absorbs all the impinging energy
in this High-Low configuration, defeating the intended
coordination.
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Simulated current responses for 250 V - 130 V
cascade, 10 m separation, 10/1000 us surge
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Simulated voltage responses for 250 V- 130 V

cascade, 10 m separation, 10/1000 us surge
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Simulated dissipated power for 250 V - 130 V
cascade, 10 m separation, 10/1000 us surge



Table 4 lists the simulated energy deposition in the
cascaded devices for different High-Low and Low-High
combinations and for different distances. Figure 13
presents in graphic form the results of Table 4, with
lines showing the energy deposited in the suppressor as
percentage of the total surge energy, as a function of
relative clamping voltages and separation distance.

Table 4
Energy deposition in the cascaded devices with
a 220-A, 10/1000 Wave as the surge source.

Energy deposited in each device (joules) as a

Rat'n_g of function of separating distance (meters)
Device 5m 10m 20m 40m
(V)

A S A S A S A ] A S

250173.7172.7174.1|72.3| 75.1 |71.4]|73.3]70.1

250 [150[.031]92.2|.028[92.0] .690 [91.7]1.77[s1.0

130|.011}79.3].125|79.2| .518 |78.9{1.42|78.4 ||

250192.2|.001192.21.002| 92.2 {.002|92.2].003

150 1150 [44.0[42.8[44.7]a2.2]| 45.0 |a0.9[a7.3|39.1

130]7.92|70.7|8.86|69.8f 10.7 |68.0]14.3|64.6

250179.21.001179.2].001| 79.2 |.001|79.2].001

130 Msole7.0[11.1[71.7]6.82| 71.9 I6.67|72.2| 6.36

130]38.0(36.7|38.7]36.1] 40.0 |34.8|42.3|32.6
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Relative energy deposited by a 10/1000 us Wave

in the suppressor for arrester-suppressor
combinations of 250 V (H), 150 V (M), or 130 V
(L} ratings, as a function of separation distance

It can be seen from Table 4 that the low-voltage device
always absorbs higher energy than the high-voltage
device. This situation exists because the voltage across
the high-voltage device is clamped to the same level as
that of the low-voltage device, and thus the energy is
diverted to the device having the lower clamping voltage
of the pair.

Unlike the case of the 8/20 Wave, coordination for the
10/1000 Wave can only be achieved by Low-High,
Medium-High, or Low-Medium. Equally rated devices
(250-250, 150-150, and 130-130) result in 50 % of the
surge energy being deposited in the suppressor, not a
very good coordination. Note that with two devices of
equal nominal value, but random tolerance levels, it is
possible that the relative tolerances might in fact produce
a situation which would not achieve good coordination:
for instance, an effective 150-130 combination can result
from tolerance shifts in an intended 150-150 or 130-130
pair. This shift would impose a 70-J duty to the
suppressor and only 7 J to the arrester, in the case of
5-m separation.

The experimental response to a 10/1000 Wave, for a
Low-Medium configuration is shown in Figure 14 where
I; and I, are the currents flowing in the 130-V arrester
and the 150-V suppressor respectively. This figure
shows an example of good coordination by

Low-Medium, where most of the surge energy is
ahaoarhod Ly tha 1~

ralbncn s b fael

4aos0roca oy e 10wW-voitage arresier, and liitle surge
current propagates into the building - one of the goals of
the two-step coordinated approach. The arrester voltage
V is almost the same as the suppressor voltage V5 with
a slight difference at the beginning of the surge.
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Figure 14

Experimental results for a 130 V - 150 V, 10-m
apart cascaded condition with 10/1000 Wave.



Discussion

The benefit from a coordinated approach is to allow a
single device at the service entrance to perform the
high-energy duty, while several smaller devices within
the premises can perform local suppression. This
arrangement avoids the flow of large surge currents in
the branch circuits of the installation, a situation known
to produce undesirable side effects [13].

On the other hand, the situation exists where millions of
small suppressors have been installed within equipment
or as plug-in devices, with only sporadic and anecdotal
reports of problems. Thus, it is evidently possible to
obtain protection with suppressors alone, while a
coordinated scheme would provide additional benefits
and eliminate side-effects.

Some utilities wish to provide a service-entrance arrester
capable of withstanding the 240-V overvoltage that can
occur on the 120-V branches when the neutral is lost.
This desire will force the coordination scheme into a
High-Low situation because of the uncontrolled
installation of low clamping voltage suppressors by the
occupant of the premises. The results of the simulation
and experimental measurements show that the objective
of coordination could still be achieved with a 250-130
combination, as long as some distance is provided
between the two devices, and as long as long waves such
as the 10/1000 us are not occurring with high peak
values. This proviso provides an incentive for obtaining
better statistics on the occurrence of long waves.
ANSI/IEEE C62.41-1991 [4] recommends considering
these long waves as an additional, not a standard
waveform. Thus, the determination of a successful
coordination depends for the moment on the perception
of what the prevailing high-energy waveforms can be for
specific environments.

Conclusions

1. Coordination of cascaded devices can be achieved
under various combinations of parameters, but some
combinations will result in having a suppressor with low
energy-handling capability called upon to divert the
largest part of the surge energy. This uncoordinated
situation can create adverse side effects when high
current surges occur.

2. Significant parameters in achieving successful
coordination involve three factors, over which the
occupant of the premises has no control: the relative
clamping voltages of the two devices, their separation
distance, and the prevailing waveforms for impinging
surges. This uncontrolled situation presents a challenge

and obligation for standards-writing groups to address -

the problem and develop consensus on a trade-off of
advantages and disadvantages of High-Low versus
Low-High.

3. Coordinated schemes can be proposed by utilities to
their customers, including a service entrance arrester and
one or more plug-in devices to be installed for the
dedicated protection of sensitive appliances. However,
even such an engineered, coordinated arrangement could
be defeated by the addition of a suppressor with a very
low clamping voltage, not an insignificant likelihood in
view of the present competition for lower clamping
voltages.
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Significance
Part 8 — Coordination of cascaded SPDs

The early nineties were marked by the emergence of concerns about the coordination of cascaded SPD as the
concept of “Whole-house protection” was gaining popularity. However, it appeared that the selection of service
entrance SPDs and point-of-use plug-in SPDs was not an integrated process, hence some possibility that the
expected coordination might not be achieved. On the other hand, if a well-designed combination could be
implemented by a single authority responsible for the selection of the two devices, then the competing requirements
for these to devices might be accommodated.

The service entrance SPD is generally selected from the point of view of the utility, and therefore tends to be a
rugged device with relatively high limiting voltage because of the desire to have a conservative maximum continuous
operating voltage (MCOV). On the other hand, the point-of-use SPDs, for those purchased independenly from the
service entrance SPD, are generally designed to offer the lowest possible limiting voltage. This relationship makes
coordination difficult. If the two devices are selected with the same limiting voltage (and thus comparable MCQOVs),
then the inductance separating the two devices can have a chance to decouple the two devices sufficiently to achieve
a satisfactory coordination. The inductance of the wiring between the service entrance can add some voltage drop
between the two devices, so that an acceptable degree of coordination can still be achieved if the two device have
equal limiting voltages. The redeeming effect of the wiring inductance is of course dependent upon the waveform of
the impinging current surge, as well as the length of the branch circuit.

In this paper, the relationships of these parameters are explored by numerical simulations. Cross-validation of
simulation and measurements in actual circuits for typical applied surges was demonstrated in earlier papers so it
was not repeated here.
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Abstract — The basic and critical parameters for a
successful coordination of cascaded surge-protective devices
include the relative voltage clamping of the two devices,
their electrical separation through wiring inductance, and
the actual waveform of the impinging surge. The authors
examine in detail the implications of the situation resulting
from the present uncoordinated application of devices with
low clamping voltage at the end of branch circuits and
devices with higher clamping voltage at the service
entrance. As an alternative, several options are offered for
discussion, that might result in effective, reliable
implementation of the cascaded protection concept.

INTRODUCTION

Ccordinating cascading surge-protective devices is a
concept whereby two devices are connected at two different
points of a power systcm with some physical, but mostly
elecirical, separation (inductance) between the two poinis.
The upstream device is designed to divert the bulk of an
impinging surge, while the downstream device, close to the
equipment to be protected, is intended as a final clamping
stage, including surges generated within the facility.

Successful coordination is achieved when the heavy-duty
upstream device does indeed divert the bulk of the surge,
rather than letting the downstream device attempt to divert
an excessive amount of the surge current. To distinguish
between the two surge-protective devices (abbreviated as
‘SPD’), the heavy-duty, upstream device will be referred to
as ‘arrester’, while the lighter duty, downstream device will
be referred to as ‘suppressor’. The basic and critical para-
meters for successful coordination of the arrester-suppressor
cascade include the relative voitage clamping of the two
devices, their electrical separation through wiring
inductance, and the actual waveform of the impinging surge.

The prime objective of a cascade arrangement is to
maximize the benefit of surge protection with a minimum
expenditure of hardware. Another benefit of a cascade is
the diversion of large surge currents at the service entrance,
so that they do not flow in the building, thereby avoiding

side effects (Martzloff, 1990).*

* Citations are presented as (Author, Date) rather than as numbered
#tems, and are listed alphabetically in the appended bibliography.
The bibliography also includes items not cited in this paper, as an
indication of the increasing level of interest in this subject.

+ Technology Administration, U.S. Department of Commerce
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The idea of a two-step protection has been explored by
many authors over the last two decades, as can be seen in
the bibliography included in this paper. Starting with
different premises, and with changing opportunities as the
technology evolved, these authors have reached conclusions
that are sometimes convergent, and sometimes divergent,
giving the appearance of contradictions.

In two previous papers (Lai & Martzloff, 1991;
Martzloff & Lai, 1991), we have examined the simple case

of a two-wire, single-phase circuit where each of the two
SPDs is connected between the hich-cide of the line and the
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low-side (neutral or grounding conductor), showing by
numerical examples the effect of three significant
parameters: relative clamping voltage, separation, and
impinging waveform. When these three parameters are all
taken into consideration, many of those earlier divergent
conclusions no longer appear contradictory. Rather, they
become for each case a limited view of a consistent set that
changes over the complete matrix of the possible ranges for
the three parameters.

The two-wire circuit is a simplification applicable to the
U.S. practice for residential service, which is generally
single-phase, with a2 mid-point neutral bonded to the local
ground at the entrance to the building. In some countries,
a notable difference exists in the practice of grounding: the
neutral is grounded at the distcibution transformer but is not
grounded at the service entrance as well. Instead, the
installation includes a distinct ‘protective-earth’ conductor
that is bonded to the local earth (‘ground’ in U.S. English),
not to the neutral. In contrast, U.S. practice is to bond to
local ground, at the service panel, both the neutral and the
‘equipment grounding conductor’ that serves the same
protective function as the ‘protective earth’ in European
practice.

This difference in the utility grounding practice has
implications on the implementation of a cascade in the
European context, where a service entrance arrester is more
likely to be connected between the incoming lines and
protective earth, while end-of-circuit suppressors are more
likely to be connected between line and neutral. This
arrangement is more complex than the simple two-wire
cascade corresponding to the U.S. practice, and we propose
a model that takes into consideration this more complex
circuit. In the unbonded neutral connection scheme, there
is a greater separation between the two cascaded devices and
thereby the likelihood of successful coordination can be
expected to increase.

Contributions of the National Institute of Standards and Technology are not subject to U.S. Copyright



It is one thing to design an approach based on optimum
coordination where all the parameters are under the control
of the designer. Such an opportunity existed in utility
systems implemented under centralized engineering. Itis an
altogether different challenge to attempt, after the fact,
coordinating the operation of surge-protective devices
connected to the power system by diverse and uncoordinated
(and uninformed) users. For example, excessively low
clamping voltages may be a threat to long-term reliability of
varistors (Martzloff & Leedy, 1987; Davidson, 1991).

Our effort in promoting a coordinated approach may
come too late for the de facto situation of having millions of
suppressors in service with a relatively low clamping
voltage. This situation will impose an upper limit to the
clamping voltage of a candidate retrofitted arrester.
Therefore, close attention must be paid to the selection of
the relative clamping voltage of the two devices, in view of
the conflicting requirements for performance under surge

conditions — 2 successful cascade — and reliable withstand

for temporary mwe!-ﬁ'gnuencv avervoltages. Nevertheless,
coordination might still be achieved through understanding
the possible tradeoffs; in the future, users could avoid the
pitfalls of poor coordination or the disappointment of
implementing protection schemes that cannot provide the
hoped-for results.

Finally, we propose for discussion among utilities and
manufacturers a different approach to the selection of the
service entrance arrester: a one-shot expendable device that
would protect the installation against rare, but catastrophic
sustained temporary overvoltages at power frequency.

THE RELATIVE VOLTAGE PARAMETER

Figures 1 and 2, from (Martzloff & Lai, 1991), illustrate
the energy sharing
In these two figures, a plot is
shown of the percentage of the total energy dissipated in the
suppressor, as a function of the distance separating the two
devices, for various combinations of clamping voltages, and
for two postulated waveforms. In the plots, H, M, and L
correspond respectively to a high, medium, and low voltage
rating, in the context of a 120-V rms circuit application.
As long as the omly postulated impinging waveform
remained the classical 8/20-us current surge (Figure 1),
good coordination could be expected, even with an arrester
clamping at a voltage somewhat higher than the clamping

voltage of the suppressor. That philosophy was espoused
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between the two devices

in the development of several insulation coordination

documents of the International Electrotechnical Com-
mission (JEC) in the last decade (Crouch & Martzloff,
